South Coast R
Air Quality Management Dlstrlct

21865 Copley Drive, Diamond Bar, CA 91765-4178
£ (909) 396-2000 - www.aqmd.gov .

June 12,2008

Mr. Gerardo Rios

U.S. EPA, Region IX
75 Hawthore Street : o '
. San Francisco, CA 94105 o - : -

SUBJECT:  Transmittal of Proposed Title V Renewal Permit
: - LADWP, Scattergood Generating Station
. 12700 Vista Del Mar
" Playa Del Rey, CA 90393

I pelty D80 075 .
.DearME;,R'l_os: / ) ’

Enclosed isathe_ above-referenced proposed renewal of a Title V permit along with the
facility permit application, a Statement of Basis and public notice. With your receipt of
4 this proposed Title V permit, we will note that the EPA 45-day review period has begun.

-Questlons on the proposed permlt should be dlrected to Mr Chrls Perrl A1r Quallty
Engmeer at (909) 396-2696 or cperrl@aqmd gov.

"ot

Sincerely,

Mohsen Nazemﬁj‘/-
Deputy Executive Officer
Engineering and Compliance

© MN:MDM:MYL:RGC:CGP

Enclosures:
Facitity Permit (Proposed Renewal)
Public Notice
Statement of Basis,
¢ Facility Permit Application
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i .»{c{é ff i ﬁi @&
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r

'FACILITY PERMIT TO OPERATE

LA CITY, DWP SCATTERGOOD GENERATING STN
12700 VISTA DEL MAR
PLAYA DEL REY, CA 90293

 NOTICE .

IN ACCORDANCE WITH RULE 206, THIS PERMIT TO OPERATE OR A COPY THEREOF MUST BE KEPT AT
THE LOCATION FOR WHICH IT IS ISSUED. ’

THIS PERMIT DOES NOT AUTHORIZE THE EMISSION OF AIR CONTAMINANTS IN EXCESé OF THOSE
ALLOWED BY DIVISION 26 OF THE HEALTH AND SAFETY CODE OF THE STATE OF CALIFORNIA OR THE
'RULES OF THE SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT. THIS PERMIT SHALL NQOT BE
_CONSTRUED AS PERMISSION TQ-VIOLATE EXISTING LAWS, ORDINANCES, REGULATIONS OR STATUTES
OF ANY OTHER FEDERAL, STATE OR LOCAL GOVERNMENTAL AGENCIES.

Barry R. Wallerstein, D. Env.
EXECUTIVE OFFICER

By
~ Mohsen Nazemi, P E.
" Deputy Executive Officer

Engineering & Compliance
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"~ FACILITY PERMIT TO OPERATE

- LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION A: FACILITY INFORMATION

LEGAL OWNER &/OR OPERATOR:

LEGAL OPERATOR (if different than owner):

- EQUIPMENT LOCATION:
-MAILING ADDRESS:

. RESPONSIBLE OFFICIAL:
bTI‘TLE: |

. TELEPHONE NUMBER:
CONTACT PERSON:
‘TITLE:

'TELEPHONE NUMBER:

Section A Page 1
Facility 1.D.#: 800075
Revision #: *  DRAFT
Date: June 10, 2008

LA CITY, DWP SCATTERGOOD GENERATING STN

12700 VISTA DEL MAR .
PLAYA DEL REY, CA 90293-855%

P.O. BOX 51111 RM 10507277~
LOS ANGELES, CA 90051-0100

ARAM BENYAMIN

ACTING SENIOR ASSISTANT GENERAL MANAGER

(213) 367-4435

MARK SEDLACEK

DIRECTOR OF ENVIRONMENTAL SERVICES

(213)367-0403

TITLE V PERMIT ISSUED: o
TITLE V PERMIT EXPIRATION DATE: [~ "7~ %
“TITLE V RECLAIM
YES NOx: . YES
SOx: NO
CYCLE: " 1

"ZONE:

COASTAL




Section B Page 1|

Faciluy 1.D #; 800075

Revision #: DRAFT
© Date: - Jung 10, 2008

o FACILITY PERMIT TO OPERATE
‘LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION B: RECLAIM 'ANNUAL EMISSION ALLOCATION

The annual allocation of NOx RECLAIM Trading Credits (RTCs) for this facility is calcﬁlated
pursuant to Rule 2002.Total NOx emission shall not exceed such annual allocations unless the

operator obtains RTCs corresponding to the facility’s increased emissions in compliance with
Rules:2005 and 2007. ‘ ‘ : -

The level of Starting Allocation plus Non-Tradable Credits used to depermine compliance with =
Rule 2005(c}(4) and applicability of Rule 2005(e) - Trading Zone Restrictions is listed on the
last page of this Section. , ' Lo

The following table lists the annual allocations that were issued to this facility and the amounts

of RTCs held by this facility on the day of printing this Section.

RECLAIM POLLUTANT ANNUAL ALLOCATION (POUNDS)

Year . ~ NOx RTC NOx RTC! . Non-Tradable? .
Begin  End Zone - Initially " Holding as of Non-Usable .
(month/year) - : Allocated 06/10/08 RTCs o
. : : . (pounds) (pounds)
S 7/2005 6 /2006 Coastal 0 41852 0
172006 12/2006 . Coastal : 216401 148250 0
7/2006 - " 6 /2007 Coastal - ' 0 64976 0
1/2007  12/2007 Coastal 216401 16414 .- -0
7/2007 6 /2008 Coastal 0 _ 157759 0
1/2008 12/2008 Coastal 216401 389751 19280
- 7/2008 6/2009 ©  Coastal 0 - 152935 4824 -
1/2009  12/2009 Coastal 216401 - 591980 38561
7/2009 6 /2010 Coastal = | 0. 148111 - 9648
1/2010 12/2010 Coastal 216401 - 572699 57841
7/2010 © 6 /2011 Coastal 0 . 134344 13568
172011 12/2011 Coastal 216401 - 271162 37788
7/2011 6/2012 . Coastal 0 87126 - 12141
1/2012  12/2012 ~ Coastal 216401 271162 -37788
7/2012 6 /2013 Coastal R 0 87126 12141
- 172013 12/2013 .~ Coastal 21640 271162 37788

7/2013 6 /2014 Coastal =~ 0- - 871206 12141~

. Footnotes:

I

This number may change due to pending trades, emissions reported under Quarterly Certification of
Emissions Report (QCER) and Annual Permit Emission Program (APEP) Réport req}lired ursuant
to Rule 2004, or deductions made pursuant to Rule 2010(b). The most recent total RTC information
can be obtained from the District’s RTC Listing. : .

The use of such credits is subject to restrictions set forth in paragraph (f)(1) of Rule 2002.

M
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Facility 1.D.#: 800075
Revision #: DRAFT-
Date: June 10, 2008 - -

'FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

' SECTION B: RECLAIM ANNUAL EMISSIbN ALLOCATION

The annual al,l-ocation of NOx RECLAIM Trading Credits (RTCE) for this facility is calculated
pursuant to Rule 2002.Total NOx emission shall not exceed such annual allocations unless the
operator obtains RTCs corresponding to the facility’s increased emissions in comphance with

‘Rules 2005 and 2007.

The level of Starting Allocation plus Non-Tradable Credits used to determine compliance with

- Rule 2005(c)(4) and applicability of Rule 2005(6) Trading Zone Restrictions is listed on the

last page of this Section. ‘ \

The following table lists the annual allocations that were issued to this facility and the amounts
of RTCs held by this facility on the day of printing this Sectton.

RECLAIM POLLUTANT ANNUAL ALLOCATION (POUNDS)

 Year - NOx RTC NOx RTC!  Non-Tradable?
Begin  End Zone Initially Holding as of° Non-Usable
(month/year) Allocated 06/10/08.. RTCs
: {pounds) (pounds)
1/2014 - 12/2014 Coastal 216401 - 271162 37788 .
7/2014 6 /2015 Coastal 0 87126 12141
172015+ 12/2015 Coastal 216401 271162 37788
7/2015 6 /2016 Coastal 0 87126 12141
1/2016 12/2016 ~ Coastal 216401 "271162 37788 .
7/2016 6 /2017 Coastal 0 ‘ 87126 12141
1/2017 12/2017 Coastal 216401 271162 37788
7/2017 6/2018 ~ Coastal 0 87126 - 12141
1/2018  12/2018 Coastal 216401 271162 - 37788
7/2018 6 /2019 Coastal 0 87126 12141
1/2019  12/2019 Coastal _ 216401 - 271162 37788
- .772019 672020 Coastal - 0 87126 12141
© . 1/2020 - 12/2020 Coastal 216401 271162 . 37788
1 7/2020 0 6 /2021 Coastal 0 87126 12141
172021 12/2021 Coastal 216401 o 271162 37788
7/2021 6 /2022 Coastal ' -0 87126 - 12141

1/2922 12/2022  Coastal , 216401 271162 37788

Footnotes:

1.

This number may chdnl%e due to pending trades, emissions reported under Quarterly Certification of
* Emissions Report (QCER) and Annual Pefmit Emission Program (APEP) Report required pursuant
‘to.Rule 2004, or deductions made pursuant to Rule 2010(b). The most recent total R C information
_can be obtained from the District’s RTC Listing.

. _‘The use o_f such credits is subject to restrictions set forth in paragraph (f)(1) of Rule 2002.
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Facility LD .#: 800075
Revision #: © DRAFT
Date: June 10, 2008

" FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

| SECTION B: RECLAIM ANNUAL EMISSION ALLOCATION

.Thé annual allocation of NOx RECLAIM Trading Credits (RTCs) for this facility s calculated

pursuant to Rule 2002, Total NOx emission shall not exceed such annual allocations unless the

operator obtains RTCs correspondmg to the facility’s increased emissions in compliance with
Rules 2005 and 2007.

The level of Starti'ng Alloéation plus Non-Tradable Credits used to determine compliance with

Rule 2005(c}(4) and applicability of Rule 2005(6) Trading Zone Restrictions is listed on the
last page of this Section.

The followmg table lists the annual allocations that were 1ssued to this facﬂlty and the amounts
of RTCs held by this facility on the day of printing this Section. .

RECLAIM POLLUTANT ANNUAL ALLOCATION (POUNDS)

Year - ‘ NOx RTC NOx RTC'  Non-Tradable’
Begin  End Zone .. Initially Holding as of  Non-Usable
(month/year) . Allocated 06/10/08 RTCs

(pounds) (pounds)
7/2022 6 /2023 Coastal 0 87126 © 12141

-1/2023 12/2023 Coastal \ 216401 1271162 37788

Foolnotes:

L.

This number may change due to pendm trades, emissions reported under Quarterly Certification of
Emissions Report (QCER) and Annual Permit Emission Program (APEP} Report required pursuant

to Rule 2004, or deductions made pursuant to Rule 2010(b). The most recent total RTC information =~ -
can be obtalned from the District’s RTC Listing.

« * The use of such credits is subject to restrictions set forth in paragraph (f)(1) of Rule 2002.
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Facility 1.D.#: 800075
Revision #: - DRAFT -
Date: June 10, 2008

| ~ FACILITY PERMIT TO OPERATE i
' "* LA CITY, DWP SCATTERGOOD GENERATING STN

]

SECTION B: RECLAIM ANNUAL EMISSION ALLO'CATION'

The annual allocation of RECLAIM Trading Credlts (RTCs) for thls facility is calculated pursuant
to Rule 2002. If the facility submits a permit application to increase an annual allocation to a level
greater than the facility’s Starting Allocation plus Non-Tradable Credits as listed below, the
application will be evaluated for compliance with Rule 2005(c)(4). Rule 2005(e)-Trading Zone
Restrictions applies if an annual allocation 1s increased to a level greater than the facility’s Starting
Allocation pius Non-Tradable Credlts

NOx RTC . Non-Tradable

Year ) ‘ Starting Allocation .  Credits(NTCs)
Begin. ' End Zone (pounds) {pounds)

1/1994  12/1994 'Coastal' ‘ 15596.77. : 0
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION C: FACILITY PLOT PLAN

(TO BE DEVELOPED)



Section D

. Facility 1.D.:.
Revision #:
Date:

FACILITY PERMIT TO OPERATE ‘
LA CITY, DWP SCATTERGOOD GENERATING STN-

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth-below:

Equipment

. ID
No,

Connected
To

RECLAIM
Source Type/
Monitoring Unit

Emissions *
And Requirements

Conditions -

| SUMP, FUEL OIL, CONCRETE/STEEL,
600 BARREL CAPACITY, WIDTH: 13
FT 8 IN; DEPTH: 11 FT 2 IN; LENGTH:

21 FT.8IN
A/N: 310532

D9

STORAGE TANK, EXTERNAL
FLOATING ROQF, STEAM HEATED,
NO. 200,001, FUEL OIL, 200000 BBL;
DIAMETER: 180 FT:; HEIGHT: 48 FT
WITH '

A/N: GO1741

FLOATING ROOF, WELDED
"SHELL *

PRIMARY SEAL, M]ETALLIC SHOE

4

D16

H23.1

STORAGE TANK, EXTERNAL -
FLOATING ROOF, STEAM HEATED.,:
NG. 175,001, FUEL OIL, 175000 BBL;
DIAMETER: 162 FT; HEIGHT: 48 FT
WITH )

AN: GO1744
FLOATING ROOF, WELDED
SHELL L

PRIMARY SEAL, METALLIC SHOE

D11

H23,1

* (D(1A)1B)Denotes RECLAIM efission factor

(3 Denotes RECLAIM concentration Jimit
(3)(5A)(5B) Denotes command and control emission limit
()] Denotes NSR applicability Jimit
) See App B for Emission Limits

(2)(ZA)(2B) Denotes RECLAIM emission rate =~ 7
) Denotes BACT ernission lifit

(&) Denotes air toxic control rule tlmlt

(8)(8A)(8B)Denotes 40 CFR limig(e.g. NSPS, NFSHAPS etc. )
(10} See Section J for NESHAP/MACT requ1rements

** "Refer-to Section F and G of this permit to determine the monitoring, recordkeeping and reporting requirements for this device.

Page: 1
00075
. DRAFT
June 10, 2008
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Facility LD.: - 800075.
Revision #: "DRAFT
Date: '“ June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS -

The operator shall comply' with the terms and conditions set forth below: = -

Equipment ID Connected RECLAIM Emissions * Conditions
No. To Source Type/ And Requirements
Monitoring Unit . : '

STORAGE TANK, EXTERNAL D12 : H23.1
FLOATING ROOF, STEAM HEATED, . T
NO. 175,002, FUEL OIL, 175000 BBL; : ‘ .
DIAMETER: 162 FT; HEIGHT: 48 FT '
WITH

-A/N: G01743 ..

FLOATING ROOF, WELDED
SHELL

PRIMARY SEAL, METALLIC SHOE

STORAGE TANK, EXTERNAL D13 - ( H23.1
FLOATING ROOF, STEAM HEATED,
NQO. 175,003, FUEL QIL, 175000 BBL;
DIAMETER: 162 FT; HEIGHT: 48 FT
WITH ‘
A/N: GO1742

FLOATING ROOF, WELDED

SHELL

-

* PRIMARY SEAL, METALLIC SHOE
3

STORAGE TANK, EXTERNAL D14 ‘ H23.1
FLOATING ROOF, STEAM HEATED, '
NO. 65,001, FUEL OIL, 65000 BBL;

DIAMETER: 100 FT; HEIGHT; 48 FT

WITH
A/N: GO1745
FLOATING ROOF, WELDED .
SHELL '
*  {1)(TA)(1B)Denotes RECLAIM emission factor \ (22 A}2B) Denotes RECLAIM emission rate
3 Denotes RECLAIM concencration limic {4) Denotes BACT emission limit
(5)(3A}(58)Den0tcs command and contro! emission timit. {6) Denotes air toxic control rule limit
(N Denotes NSR applicability limit {8){BA}EB)Denotes 40 CFR limit{e.g. NSPS, NESHAPS etc.)
L] L See ‘App B for Emission Limits (10) See Section J for NESHAP/MACT requirements

S Refer to Section F and G of this permit to determine the monitoring, recordkeeping and reporting requirements for this device,
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Facility L.D.: 800075
Revision #: - DRAFT
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN
SECTION D: FACILITY DESCRIPTION AND EQUIPMEN T SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:
Equibﬁent ID Connected RECLAIM . Emissions * Conditions .
No. To Source Type/ And Requirements

Monitoring Unit

PRIMARY SEAL, METALLIC SHOE

ABRASIVE BLASTING, OPEN, 600
POUNDS CAPACITY; TWO NOZZLES,
| NOZZLE DIA,: 3/8 INCH

A/N: 120355 )

D18

- 1985, RULE 405,2-7-1986]

PM: (9) [RULE ! 140,8-2-

D323.1

ABRASIVE BLASTING, ROOM,
ALUMINUM OXIDE, SUPPLIED WITH
PLANT AIR AT A MAXIMUM
DELIVERY RATE OF 7500 CFM,
WIDTH: 10 FT; HEIGHT: 10 FT;
LENGTH: 15 FT WITH

A/N: 294640

ABRASIVE BLASTING NOZZLE,
DIAMETER: 0:313 IN; 115 PSIA

o

D30

Cs2

PM: (0) (RULE 1140,8-2-
1985, RULE 404,2-7-1986;RULE
405,2-7-1986]

B59.1

BAGHOUSE, CARTRIDGE FILTER,
-ICM, MODEL #HB2000E, WITH
CYCLONE, 2178 SQ.FT.; 33¢
CARTRIDGE

AN: 294637

o os2

D50

D12.2-1D322.1,
D381.1, E102.1,
Ke7.2

INTERNAL COMBUSTION.ENGINE,
EMERGENCY POWER; DIESEL FUEL,
CUMMINS, MODEL VTI12-700-G35,
| WITH AFTERCOOLER,
' TURBOCHARGER, 700 HP

A/N:

- D19

NOX: PROCESS
UNIT** )

NOX: 469 LBS/1000 GAL
DIESEL (1) [RULE 2612,12-5-
2003] ; PM: (9) [RULE 404,2-
7-1986]

B59.2, C1.3,
D12.3, E116.1,
E162.1, E262.1,
H23.6, K&67.4

*  (I}IA}1B)Denotes RECLAIM emission factor

3 Denotes RECLAIM concentration lmit
(5)(5A)(5B) Denotes command and control emission limit
(7} Denotes NSR applicability limit

(93 .~ Sec App B for Emission Limits

(_2)(2A)(2]3)Dcn01es RECLAIM emission rate

4 Denotes BACT emission limit

(6) Denotes air toxic control rule limit
(8)(8A)(8B)Denotes 40 CER limit(e.g. NSPS, NESHAPS. cic.)
(1) See Section ] for NESHAP/MACT requirements

**  Refer to Section F and G of this permit 1o determine the monitoring, recordkeeping and reporting requirements for this device.
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Facility 1.D.: 800075
Revision #: DRAFT
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' FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN
SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
- The operator shall comply with the terms and conditions set forth below:
Equipment 1D Connected RECLAIM Emissions * Conditions
; No. To Source Type/ And Requirements
Monitering Unit
BOILER, UNIT NO.'I, DIGESTER GAS, D24 S45C71C73 NOX: MAJOR CO: 2000 PPMV  (5A) [RULE " A99.1, A195.3, l
FUEL OIL NO. 6, NATURAL GAS, ' - SOURCE** 407,4-2-1982] ; CO: 500 PPMV B61.2, C1.5,
COMBUSTION ENGINEERING, , {5) [RULE 1303(b){2)-Offset,5-10- C1.7, D28.2,
1,200,000 POUNDS OF STEAM PER . 1996;RULE 1303(b)(2)- Offvet, 12-6- D371.1, E193.1
HOUR, WITH OXYGEN CONTENT 2002 :
CONTROL, 1750 MMBTU/HR WITH
A/N: 430935
NOX: 5 PPMV  (3) [RULE
2009,5-11-20011 ; PM; 0.1
‘ GRAINS/SCF  (5) [RULE
409,8-7-1981] ; SO2: (9) -
[40CFR 72 - Acid Rain
Provisions, 11-24-1997]
$OX: 500 PPMV FUEL OIL
. (5) [RULE 407,4-2-1982]
_GENERAITOR. 179 MW
SELECTI_VE CATALYTIC REDUCTION, C71 D24 NH3: 10 PPMV  (4) [RULE Al95.1, D124,
NO, 1-A, HALDOR TOPSOE, WITH 794 ©1303(a){1)-BACT,5-10-1996;RULE | DI12.5, D12.6,
CUBIC FEET OF CATALYST VOLUME, 1303a) N-BACT, 12-6-2002) D28.4, E73.1,

WIDTH: 5 FT; HEIGHT: 25 FT;
“LENGTH: 19 FT 9 IN WITH
A/N: 374678

AMMONIA INJECTION, GRID

E179.1, E179.2,
E193.1

* (l)(lA)(lB)Der{otes RECLAIM emission factor

(3) Denotes RECLAIM concentration limit
(5)(5A)(5B) Denotes command and control emission limit
(€} Denotes NSR applicabilitfy limit
9 See App B for Emission Limits

(2)(2A)(2i3)Df:notes RECLAIM emission rate
(4) Denotes BACT emission limit
(6) Denotes air toxic control rule limit

(8)(8A)(8B)Denotes 40 CFR limit(e.g. NSPS, NESHAPS,etc.)
(10} See Section J for NESHAP/MACT requirements

**  Refer to Section F and G of this permit to determine the monitoring, recordkeeping and reporting réequirements for this device.
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

1,200,000 POUNDS OF STEAM PER
HOUR, WITH OXYGEN CONTENT
CONTROL, 1750 MMBTU/HR WITH
A/N: 430937

GENERATOR, 179 MW

1996;RULE [303(b)(2)-Offset, 1 2-6-
2002)

NOX: 5 PPMV (3) [RULE
2009,5-11-2001] . PM: 0.1
GRAINS/SCF  {5) [RULE
409,8-7-1981) ; SO2: (9
[40CFR 72 - Acid Rain .,
Provisions, [ 1-24-1997]

SOX: 500 PPMV FUEL OIL
{5) [RULE 407,4:2-1982]

Equipment ID Connected RECLAIM " Emissions * Conditions
No. To Source Type/ And Requirements ‘
. Monitoring Unit '
SELECTIVE CATALYTIC REDUCTION, C73 D24 NH3: 10 PPMV  (4) [RULE Al95.1,DI2.4,
NO. 1-B, HALDOR TOPSOE, WITH 794 1303(a)(1)-BACF,5-16-1996;RULE D12.5, D12.6,
CUBIC FEET OF CATALYST VOLUME, 1303(a) 1)-BACT, 12-6-2002) D28.4, E73.1,
WIDTH: 5 FT; HEIGHT: 25 FT; : E179.1, E179.2,
LENGTH: 19 FT # IN WITH E193.1
A/N: 374678 .
AMMONIA INJECTION, GRID
L . .

BOILER, UNIT NO. 2, DIGESTER GAS, D20 - S45 CT5CTT NOX: MAJOR CO: 2000 PPMV  (5A) [RULE | A99.1, A195.3,
FUEL OIL NO. 6, NATURAL GAS, SOURCE#** _407,4-2-.1982] ; CO: 500 PPMY -Bol.2, Cl1.5,
COMBUSTION ENGINEERING, (5) [RULE 1303(b)(2)-Offset,5-10- Cl1.6, D282,

D371.1, E193.1

T * (1}EAX1B) Dehotes RECLAIM egmission factor

(3} Denotes RECLAIM concentration limit -
(S)(ﬁA)(SB)Denotes comiand and contrel emission limit ‘
- Denotes NSR applicability limit

9 Sce App B for Emission Limits

(2)(2A)(2B) Denotes RECLAIM emission rate
4) Denctes BACT emission limit
(6) Denctes air toxic control rule limit

(8)(BA)(8B)Denotes 40 CFR limit(e.g. NSPS, NESHAPS efc.)

(10) See Sectien J for NESHAP/MACT reqmrcments
© #% Refer to Section F and G of this pcrmlt 1o determine the monitoring, recordkeeping and reporting requirements for £h1s dewcc

(‘




| FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

Section D Page; 6
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Revision #: DRAFT
Date:

June 10, 2008

b

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comﬁly- with the terms and conditions set forth below:

Equipment 1D Connected 'RECLAIM Emissions * Conditions
No. To Source Type/ And Requirements
Monitoring Unit '
SELECTIVE CATALYTIC REDUCTIO C75 D20 NH3: 10 PPMV (4} [RULE Al195.1, Di2.4,
NO. 2-A, HALDOR TOPSOE, WITH 794 1303(a)(1-BACT,5-10-196:RULE | D12.5, DI2.6,
CUBIC FEET OF TOTAL CATALYST 1303 [¥-BACT, /2-6-2002) D28.4, E73.1,
VOLUME, WIDTH: 5 FT; HEIGHT: 23 E179.1, E179.2,
FT; LENGTH: 19 FT 9 IN WITH E193.1 -
A/N: 374679 ‘
- AMMONIA INJECTION, GRID
‘ ~
SELECTIVE CATALYTIC REDUCTION, _ | €77 D20 NH3: 10 PPMV  (4) [RULE Al95.1, D12.4,
NO, 2-B, HALDOR TOPSOE, WITH 794 ‘ 1303(a){1)-BACT,5-10-1996;RULE | D12.5, D12.6,
CUBIC FEET OF TOTAL CATALYST 1303(a)(1)-BACT, 12-6-2002] D28.4, E179.1,
VOLUME, WIDTH: 5 FT; HEIGHT: 25 E179.2, E193.1
FT: LENGTH: 19 FT 9 IN WITH.
AIN: 374679 :
AMMONIA INJECTIO{N, GRID
BOILER, UNIT NO. 3, NATURAL GAS, | D22 8§46 C79 NOX: MAJOR CO: 2000 PPMY  (5) [RULE A63.1, A195.4,
COMBUSTION ENGINEERING, SOURCE®** 407,4-2-19821 ; NOX: 5 PPMV El185.1, E193.1.

3,131,100 POUNDS OF STEAM PER
HOUR, SUPERCRITICAL, WITII
STAGED COMBUSTION, FLUE GAS
RECIRCULATION, OXYGEN CONTENT
CONTROL, 4600 MMBTU/HR WITH
A/N: 430939

(3) (RULE 2009,5-11-20011 ;
NOX: 0.2 LBS/MMBTU
NATURAL GAS (8) {40CFR
Subpart D, 10-4-1991]

PM: 0.1 GRAINS/SCE  (5)

|RULE 409,8-7-1981] ; PM: 0.1
LBS/MMBTU NATURAL GAS

(8) [40CFR 60 Subpart D,10-4-
1991} ; SO2:
Acid Rain Previsions, 11-24-199

(9) [40CFR 72 -

60

7)

*  (1}1A)(1B)Denotes RECLAIM emission factor

(3)

(7
9y

Denotes RECLAIM concentratien limit
(5){(5A)(5B) Denotes command and control emission limit
Denotes NSR. applicability limit
See App B for Emission Limits

(2)(ZA)(2B)Denotes RECLAIM emission rate

4
(©)

Denotes BACT emission limit
Denotes air 10xi¢ contro) rule limit

(8)(8A)(8B)Denotes 40 CFR limit(e.g. NSPS, NESHAPS etc.)

i (10

** Refer to Section F and G of this permit to determine the monitoring, recordkeeping and reporting requirements for this device,

Sec Section J for NESHAP/MACT requirements
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A Page: 7 |
' Facility 1.D.: 800075 -
Revision #: DRAFT
- Date: June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

' SECTION D: FACILITY DESCRIPTION. AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

Equipment

ID

No.

Connected
To

RECLAIM
Source Type/
Monitoring Unit

Emissions *
And Requirements

"Conditions

BURNER, NATURAL GAS,’
COMBUSTION ENGINEERING,
FORTY EIGHT, WITH STAGED
COMBUSTION, 4600 MMBTU/HR

GENERATOR, 460 MW

L

SELECTIVE CATALYTIC REDUCTION,
CORMETECH, WITH 3317 CUBIC FEET
OF TOTAL CATALYST VOLUME,
WIDTH: 5 FT; HEIGHT: 41 FT;
'LENGTH: 65 IFT' 9 IN WITH

A/N: 374680

AMMONIA INJECTION, GRID

el

D22

* NI3: 10 PPMV  (4) |RULE
1303(a)(1)-BACT,5-10-1996: RULE

1303(ay 1)-BACT, 12-6-2002]

-A195.1, D12.4,
DI12.5, D126,
D28.4, E73.2,
E179.1, E179.2,
E193.1

STACK, COMMON TO BOILER UNITS
NO.1 &2
A/N: 430935

" 845

D20 D24°

STACK, BblL_ER, UNIT NG. 3
A/N: 430939

546

D22

ABRASIVE BLASTING EQUIPMENT,
GLOVE-BOX, <= 53 FT3, WITH DUST
FILTER

1985;RULE 404,2-7-1986;RULE

405,2-7-1986}

RULE 219 EXEMPT EQUIPMENT, E69 H23.5
COOQOLING TOWERS
RULE 219 EXEMPT EQUIPMENT, E57 - PM: (9) [RULE 1140,8:2- D322.1, D381.2,

K67.2

* (DAY IB)Denotes RECLAIM emission factor (D2AN2B)Denotes RECLAIM emission rate

(3 Derioters RECLAIM concentration limit ’ 4) Denotes BACT emission limit
(5)(5A)Y5B)Denotes command and control emission limit (6) Denotes air toxic control rule limit
€2} Denotes NSR applicability limnit (8)(BA)(EB)Denotes 40 CFR limit(e.g. NSPS, NESHAPS etc.)

[§2] Seg App AB for Emission Limits (10} See Section J for NESHAP/MACT requirements

*# Refer to Section F and G of this permit to determine the monitoring, recordkeeping and reporiing requirements for this device,
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Facility 1.D.: 800073
Revision #: DRAFT
Date: June 10, 2008

~FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

_SECTION D: FACILITY DESCRIPTION AND EQUIPMENT .SPEC_IFIC CONDITIONS

The ‘operator shall comply with the terms and conditions set forth below:

4

Equipment

)

No.

Connected
. To

RECLAIM
Source Type/
Monitoring Unit

Emissions *
And Requirements

Conditions

RULE 219 EXEMPT EQUIPMENT,
CLEANING EQUIPMENT, SMALL,
UNHEATED, NON-CONVEYORIZED,
COLD SOLVENT DEGREASERS

ES8

ROG: (%) [RULE 1171,11-7-
2003

H23.4

RULE 219 EXEMPT EQUIPMENT,
COATING EQUIPMENT, PORTABLE,
ARCHITECTURAL COATINGS

E68

ROG: (9 [RULE 1113,11-8-
1996;RULE 1113,7-13-2067 RULE

171,11-7-2003;RULE 1171, 7-14-
2006]

K67.3

STORAGE TANK, FIXED ROQF, LUBE
OIL, EMERGENCY, 23000 GALS;

| DIAMETER: 15 FT; HEIGHT: 19 FT
A/N: 194966

D59

H23.3

SUMP WITH
A/N: 194966

PUMP

D60

H23.3

STORAGE TANK, LUBE OIL/WATER,
SETTLING TANK FOR OIL/WATER &
S_OLIDS. 23000 GALS; DIAMETER: 15
FT; HEIGHT: 19 FT,

AfN: 194966

D62

H23.3

STORAGE TANK, FIXED ROGF, LUBE

DIAMETER: 3 FT; HEIGHT: 5 FT 2 IN
A/N: 194966

OIL/WATER, RETENTION, 274 GALS;

D63

. H233

*  (D(1A)(1B)Denotes RECLAIM emission factor

3) Denotes RECLAIM concentration limit
(3)(5A)(5B) Denotes command and control emission limit
7 Denotes NSR applicability lirnit

L)) See App B for Emission Limits

(2)(2A)(2B)Denotes RECLAIM emission rate
4) Denotes BACT emission limit -
(D] Denotes air toxic control rule limit

(8)(8A)(8B) Denotes 40 CFR limit{e.g. NSPS, NESHAPS etc.)
(10) See Section ] for NESHAP/MACT requlrements

**  Retfer to Section F and G of this permit to determine the monitoring, recordkecpmg and reporting requ:remems for this device.

Y

\
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Facility 1.D.: 800075
) Revision #; DRAET
Date: June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: .FACIL'ITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

)

1

Equipment ID Connected RECLAIM Emissions * | Conditions
No. 'To Source Type/ And Requirements ’

Monitoring Unit

«| STORAGE TANK, FIXED ROOF, LUBE D64 ) ’ H23.3
OIL/WATER, SKIMMER, 2658 GALS,
DIAMETER: 7 FT 6 IN: HEIGHT: § FT
0.5 IN

“A/N: 194966

STORAGE TANK, FIXED ROOF, LUBE D63 . H23.3
OIL/WATER, EXCELSIOR, 2805 GALS; ‘
WIDTH: 5 FT; HEIGHT: 7 FT 6 IN;
LENGTH: 10 FT

AN 194966

SUMP, RECLAIMED OIL: WITH D66 ' H23.3
A/N: 194966

PUMP

STORAGE TANK, NG. T-1, AQUEOUS D81 C84 C157.1, El44.1,
AMMONIA 29% SOLUTION, WITH A ’ E193.1

VAPOR RETURN LINE AND PRV SET .

AT 25 PSIG, 30000 GALS
A/N: 374681

STORAGE TANK, NO. T-2, AQUEOUS | D82 84 ‘ ' | c157.1, Eraa1,
AMMONIA 29% SOLUTION, WITH A E193.1

VAPOR RETURN LINE AND PRV SET :

AT 25 PSIG, 30000 GALS
| A/N: 374682 ‘ , . .

STORAGE TANK, NO. T-3, AQUEOUS D83 C84 C157.1, E144.1,
AMMONIA 29% SOLUTION, WITH A : . ) E193.1
| VAPOR RETURN LINE AN PRV SET
AT 25 PSIG, 30000 GALS
A/N: 374683

*  {D(1A)(1B)Denotes RECLAIM emission factor (2)(2A)(2B) Denotes RECLAIM emission rate
(3) Denotes RECLAIM concentration limit ' 4) Denotes BACT emission limit ‘
{(S)(5AV5BYDenotes qommand and control emission limit' 6) Denotes air toxic control rule limit
(7) Denotes NSR applicability limit (8)(8A)(8B)Denotes 40 CFR limit(e.g. NSPS, NESHAPS ete.) .
{9) Sec App B for Emission Limits (1, See Section J for NESHAP/MACT requirements

** Refer to Sectien F and G of this permit to determine the monitoring, recordkeeping and reporting requirements for this device.
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Facility 1.D.: 800075
Revision #: DRAFT
Date: June 10, 2008
FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN
SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:
- Equipment 1D Connected RECLAIM Emissions * Conditions
' No. To Source Type/ And Requirements

Monitoring Unit

A/N: 374681

€5

SCRUBEBER, SERVING TANKS T-1, T-2, -
AND T-3, LENGTH: 4 FT; DIAMETER:
2FT2IN

C84

D¥1 D82 D83

E193.1

NEGATIVE AIR MACHINE/HEPA

FILTER
A/N: 366425

C85 PM: (9} [RULE 404,2-7-
FILTER 1986; RULE 405,2.7-1986]
"AIN: 366415 _
NEGATIVE AIR MACHINE/HEPA C86 PM: (9) [RULE 404,2-7--
FILTER ', =~ : 1986;RULE. 405,2-7-1986]
A/N: 366416,
NEGATIVE AIR MACHINE/HEPA 87 PM: (9) [RULE 404,2-7-
FILTER 1986; RULE 405,2-7-1946]
A/N: 366417
NEGATIVE AIR MACHINE/HEPA C88 PM: (9) [RULE 404,2-7-
FILTER 1986;RULE 405,2-7.1986] .
AIN: 366418
" NEGATIVE ATR MACHINE/HEPA C89 PM: (9) (RULE 404,2-7-
FILTER ) 1986;RULE 405,2-7-1986]
A/N: 366419
NEGATIVE AIR MACHINE/HEPA o0 . PM: (8B) [RULE 404,2-7-
.| FILTER 1986; RULE 405,2-7-1986]
AN’ 366420 . .
NEGATIVE AIR MACHINE/HEPA €91 PM: (9) [RULE 404,2-7-
- FILTER : i 1986;RULKE 405,2-7-1986]
AN 366423
NEGATIVE AIR MACHINE/HEPA (a7} »

PM: (9 [RULE 404,2-7-
1986;RULE 405,2-7-1986]

*  (1D(1AX1B)Denctes RECLAIM emission factor

3y ‘Denotes RECLAIM concentration limit )

(53(5A)(5B) Denotes command and control emission limit
7y . Denotes NSR applicability limit

(9} See App B for Emission Limiv_ts

(2)(2A)(2B)Denctes RECLAIM cmissicon rate

(4> °  Denotes BACT cmission limit

(6) Denotes air toxic contrel rule limit
(8)(8A)(8B)Denoctes 40 CFR limit(e.g. NSPS, NESHAPS etc.)
[§10)] See Section J tor NESHAP/MACT requirements

** Refer to Section F and G of this permit to determine the menitoring, recordkeeping and reporting requirements for this device.
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Section D
Facility 1.D.: . 800075
Revision #:. DRAFT
Date: June 10, 2008
FACILITY PERMIT TO OPERATE -
LA CITY, DWP SCATTERGOOD GENERATING STN
SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
_The operator shall comply with the terms and conditions set forth belov\i/:
Equipment 1D Connected RECLAIM Emissions * Conditions
. No. To Source Type/ And Requirements:
Monitoring Unit

CARBON ADSORBER, SILOXANES
REMOVAL FROM DIGESTER GAS,
TANK DIA: 12FT, HT: 20FT 8IN
A/N: 420874

D93

E440.1

.| CARBON ADSORBER, V-503, N
| SILOXANES REMOVAL FROM
DIGESTER GAS, TANK DIA: 7 FT;

HEIGHT: 8 FT

A/N: 413434

D94

E440.2 -

CARBON ADSORBER, V-504,
SILOXANES REMOVAL FROM
DIGESTER GAS, TANK DIA: 7 FT;
HEIGHT: 8 FT

© | A/N: 413435

D95

E440.2

* (l)(lA)(lB)Denﬂtes RECLAIM emission factor

3) Denotes RECLAIM concentration limit
(3)(5A)(5B)Denotes command and control cmission limit
{7 Denotes NSR applicability limit

(L] See App B for Emission Limits

(2)(ZA)(2B)Denotes RECLAIM emission rate

()] Denotes BACT emission limit

(6) Denotes air toxic control rule limit
{8)(BA)8B)Denotes 40 CFR limit(e.g. NSPS, NESHAPS, etc.)
(10} See Section J for NESHAP/MACT requirements

##  Refer to Section F and G of this permit to determine the monitoring, reéurdkeeping and reporting requirements for this device.
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Facility [.D.: 800075
Revision #: DRAFT
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L F ACILITY PERMIT TO OPERATE _
LA CITY, DWP SCATTERGOOD GENERATING STN

“SECTION D: DEVICE ID INDEX

The following sub-section provides an index
to the devices that make up the facility -
description sorted by device ID.
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FACILITY PERMIT TO OPERATE

Section D Page: 13

Facility 1.D.: 800075
Revision #: DRAFT

Date: June 10, 2008

LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: DEVICE ID INDEX

Device Index For Section D

Device ID

Section D) Page No.

Process

4]
]
w
-
1]
g

D9

D10

D1l

D12

D13

D14

D18

. D19

D20

D22

. D24

545

S46 .

D50

C52

E57

E58

D59

D60

D62

D63

D64

D65

D66

E68

E69

C7l

C73

C75

C77

- C79

A AR /AR 0WOIO | ORI (O|C| oIRGB N R RN R —

D81

—_
=]

D82

<

D83

—
o

C84

._
<

—
<

Cs5

<

-
J—




FACILITY PERMIT TO OPERATE

. Section D Page: 14

Facility 1.D.: 800075_
Revision #: DRAFT
Date: June 10, 2008

LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: DEVICE ID INDEX

_ Device Index For Section D

Device ID Section D Page No. Process ~System
C86 10 11 0
C87 10 11 0
C88 10 11 0
C89 10 i 0
C90 10 11 0
C91 10 11 0
C92 10 11 0
D93 11 12 0
D94 11 12 0
D95 11 12 0
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Section D Page: 15

Facility 1.D.: 800075
Revision #: DRAFT
Date: ) June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS'

The operator shall comply with the terms and conditions set forth below:

FACILITY CONDITIONS

' F9.1

Fl4.1

" Fl42

F16.1

AN

Except for open abrasive blasting operations, the operator shall not discharge into the atmosphere from any single
source of emissions whatsoever any air contaminant for a period or periods aggregating more than three minutes
in any one hour which is: .

(a)  As dark or darker in shade as that designated No.T on the Ringelmann Chart, as published by the United
States Bureau of Mines: or

(b)  Of such opacity as to obscure an observer’s view to a degree equal to or greater than does smoke described
in subparagraph (a) of this.condition.

[RULE 401, 3-2-1984; RULE 401, 11-9-2001]
The operator shall not use fuel oil containing sulfur compounds in excess of 0.05 percent by weight.
- The .05 percent sulfur limit shall not apply to existing supplies of any llqmd ‘fuel in storage as of Oclober 1,

1993 until such supply is exhausted.

[RULE 431.2, 5-4-1990; RULE 431.2, 9-15-2000]

The operator shall not purchase fuel oil containing sulfur compounds in excess of 15 ppm by weight as supplied
by the supplier.

This condition shall hecome effective on or after June 1, 2004.

[RULE 431.2, 9-15-2000]
The operator shall keep records, in a mannerlapproved by the District, for the following parameter(s) br item(s);

purchase records of fuel oil and sulfur content of the fuel

[RULE 3004(a){4)-Periodic Monitoring, 12~12-1997] .

Tz
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Facility 1.D.: 800075
Revision #: DRAFT
© Date: June 10, 2008

- FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENTV SPECIFIC CONDITIONS 7

: The operator shall comply with the terms and conditions set forth below:

F18.1 Acid Rain S02 Allowance Allocation for affected units are as follows:

. F24.1

Device D Boiler 1D - | Contaminant Tons in any year
24 ' | Scattergood Unit No. 1 | SO2’ {747 '

20 ' Scattergood Unit No. 2 | SO2 654

22 Scattergood Unit No. 3 SO2 262

a). The allowance allocation(s) shall apply to calendar years 2000 through 2009,

b).  The number of allowances allocated to Phase II affected units by U.S. EPA may change in a 1998
revision to 40CFR73 Tables 2,3, and 4. In addition, the number of allowances actually held by an affected
souTce in a unit account may differ from the number allocated by U.S. EPA. Neither of the aforementioned
condition$ necessitate a revision to the unit SO2 allowance allocations identified in this permit (see 40 CFR

72.84) ' .

'[40CFR 73 Subpart B, 1-11-1993]

* Accidental release prevention requirements of Section 112(r)(7):

[40CFR 68 - Accidental Release Prevention, 5-24-1996]

' DEVICE CONDITIONS

- A. Emission Limits

a). " The operator shall comply with the accidental release prevention requirements pursuant to 40 CFR Part 68
and shall submit to the Executive Officer, as a part of an annual compliance certification, a statcment that certifies
compliance with all of the requirements of 40 CFR Part 68, including the registration and submission of a risk
management plan (RMP). ‘

b).. The operator shall submit any additional relevant information requested by the Executive Officer or
designated agency.
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Facility T.D.: 800075
Revision #: DRAFT

Date: June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

'SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below: ‘ .

- A63.1 T‘he‘operator shall limit emissions from this equipment as follows:

CONTAMINANT L EMISSIONS LIMIT

Visible emissions ! Less than or equal to 20 Percent opacity

[40CFR 60 Subpart D, 10-4-1991] .

[Devices subject to this condition : D22]

A99.1 The 500 PPM CO emission -limit(é) shall not apply when the boiler load is below 40 MW,
[RULE 1303(b)(2)-Offset, 5-10-1996; RULE 1303(b)(2)-Offset, 12-6-2002]

[Devices subject to this condition : D20, D24]

A195.1 The 10 PPMV NH3 emission limit(s) is averaged over 60 mins at 3 percent 02 dry. The operator shall calculate
and continuously record the NH3 slip concentration using the following: NH3(ppmy)=[a-
{b*c/1000000)1*1000000/b, where a=NH3 injection rate(lb/hr)/17(Ib/lbmole}, - b=dry exhaust gas flow
rate(Ib/hr)/29(1b/lbmole), and c=change in measured NOx across the SCR (ppmvd at stack O2). The operator
shall install and maintain a NOx analyzer to measure the SCR inlet NOx ppmy accurate to plus or minus 5 percent

» callibrated at least once every 12 months.
[RULE 1303(a)(1)-BACT, 5-10-1996: RULE 1303(a)(1)-BACT, 12-6-2002]

[Devices subjeet to this condition : C71, C73, C75, C77, C79] -
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i ‘ ‘ Facility LD 800075
+ : . - Revision #: DRAFT
Date: June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
- The operator shall comply with the terms and conditions set forth below:

A195.3 The 5 PPMV NOX emission limit(s} is averaged over 720 operating hours (heat input weighted average).

The average shall be calculated based on emissions during all boiler operating hours except startups defined as
whenever the unit is being brought up to normal operating temperature from an inactive status, and the
exhaust temperature entering the*SCR catalyst is less than 450 degrees F.

and shutdowns, defined as whenever the unit is allowed to cool from a normal operating temperature to
inactive status, and the exhaust temperature entering the SCR catalyst is less 450 degrees T, calibration, and

~maintenance periods, Part 75 linearity testing, RATA testing, equipment breakdown periods as defined in
Rule 2004, and periods of zero fuel flow.

The heat input weighted average NOx concentration shall be calculated using the following equation, or other
equivalent equation:.

PPMV(3%02) = (E/QD*K; where PPMV(3%02) = the concentration of NOx in PPMV at 3%02; K = a
conversion factor from lbs/MMBtu 10 PPM, which can be determined using EPA 40 CFR60 Method 19, The
default K value is 819; Et = Total reported NOx emissions during the averaging period including emissions
reported ‘as a result of missing data procedures pursuant to Rule 2012; Qt = Total heat input-during the
averaging period. ’

[RULE 2009, 1-72005]

TDevices subject to this condition : D20, D24]
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Facility 1.Dn.: 800075
Revision #: - - DRAFT
Date: i June 10, 2008

| FACILITY PERMIT TO OPERATE
~ LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and condmons set forth below

A195.4 The 5 PPMV NOX emission limit(s) is averaged over 720 operating hours (heat input weighted average).

‘The average shall be calculated based on emissions during all boiler operating hours except startups defined as
whenever the unit is being brought up to normal operating temperature from an inactive status; and the
exhaust temperature entering the SCR catalyst is less than 575 degrees F:

. . . ‘ , ¥
and shutdowns, defined as whenever the unit is allowed to cool from a normal operating temperatilre to
inactive status, and the exhaust temperature entering the SCR catalyst is less 450 degrées F, calibration, and
maintenance periods, Part 75 linearity testing, RATA testing, equipment breakdown periods as defined .in
Rule 2004, and periods of zero fuel flow.

The heat input weighted average NOx concentration shatl be calculatcd usmg the following equatlon or other
equivalent equation:.

PPMV(3%02) = (Et/Qt)*K; where PPMV(3%02) = the concentration of NOx in PPMV at 3%02; K = a
conversion factor from 1bs/MMBtu to PPM, which can be determined using EPA 40 CFR60 Method 19. The
default K value is 819; Et = Total reported NOx emissions during the averaging period including emissions - ‘
reported as a result of missing data. procedures pursuant to Rule 2012; Qt = Total heat input during the
averagmg period. '

4

"[RULE 2009, 1-7-2005]

[Devices subject to this condition : D22]

' 'Bfl Material/Fuel Type Limits

B539.1 The operator shall not use the following material(s) in this device : ' . -

Silica-type abrasives
[RULE 1303(b)(2)-Offset, 5-10-1996; RULE 1303(b)2)-Offset, 12-6-2002]

[Devices subject to this condition ; D50]
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. ] : Facility LD.: 800075
Revisiop #: DRAFT
Date: June £0, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

B59.2 The operator shall only use the following material(s} in this device : .

Diesel fuel which meets the specifications of Rule 431.2
[RULE 431.2, 5-4-1990; RULE 431 .2, 9-15-2000]

[Devices subject to this condition : D19]

- B61 2 The operator shall not use digester gas containing the following specified compounds:

Compound - o ‘ ppm by volume
Sulfur compounds calculated as H2S greater than 40

Sulfur compounds calculated as H2S greater than - 500

The operator shall meet a daily average limit of 40 ppm OR meet a monthly average limit of 40 ppm AND a
" 15 minute average limit of 500 ppm. '

[RULE 431.1, 6-12-1998]

[Devices subject to this condition : D20, D24]

C. Throughput or Operating Parameter Lifnits
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Facility I.D.: 800075
Revision #: DRAFT
Date: June 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUII;’MENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:-

Cl.3

CL.5

The operator shall limit the operating time to no more than 200 hour(s) in any one year,
The 200 hours per year shall inclide no more than 20 hours in any one year for maintenance and testing
purposes.
The operation of the engine beyond the 20 hr/yr aliotted for engine maintenance and tesling shall be allowed
only in the event of a loss of grid power or up te 30 minutes prior to a rotating outage, provided that the grid
operator or electric utility has ordered rotating outages in the control area where the engine is located or has
- indicated that it expects to issue such an order at a certain time, and the engme is located in a utility service

. block that is subject to the rotating outage.

.Engine operation shall be terminated immedia[ely after the utility distribution company advises that a rotating
outage is no longer imminent or in effect.

[RULE 1110.2, 2°1-2008; RULE 1304(a)~M0deling and Offset Exemption, 6-14-1996; RULE 1470, 6-1-2007,;
RULE 2012, 5-6-2005]

[Devices subject to this condition : D19]
The operator shall limit the fuel usage to no more than 688000 cubic feet per hour.

For the purpose of this condition, fuel usage shall be deﬁned as the burning of digester gas.
This limit shall be based on the total combined limit for equipment D20 and D24,
[RULE 1303(b)(2)-Offset, 5-10-1996; RULE 1303(h){2)-Offset, 12-6-2002]

[Devices subject to this condition : D20, D24]
The operator shall limit the operating time to no more than 4.5 hour(s) in any one day.

The purpose(s) of this condition is to insure that there is no increase in PM10 emissions requiring BACT.
This cendition shall only apply when the equipment is firing fuel oil. This condmon shall not apply during a
Force Majeure Natural Gas Curtailment as defined in Rule 1135.

[RULE 1303(a){(1)-BACT, 5-10-1996; RULE 1303(a)(1}-BACT, 12-6-2002]

[Devices subject 1o this condition : D20]
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
" The operator shall comply with the terms and conditions set forth below:
C1 7 Thé operator shall limit the operaling time to no more than 2 hour(s) in any one day.
_ The purpose(s) of this condition is to insure that there is no increase in PM10 emissions requiring BACT.

“ This condition shall only apply when the equipment is firing fuel oil. This condition shall not apply during a
Force Majeure Natural Gas Curtailment as defined in Rule 1135,
A

[RULE 1303(a)(1)-BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002]

[Devices subject to this condition : D24]

C157.1 The operator shall install and maintain a pressure relief valve set at 25 psig.
[RULE 1363(a)(1)—BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002]

[Devices subject to this condition : D81, D82, D3]

D. Monitoring/Testing Requirements

D12.2 The operator shall install and maintain a(n} differential pressure gauge to accurately indicate the differential
pressure across the bags in units of inches of water.

[RULE 13li3(a)(1)-BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002]

[Devices subject to this condition ./ C52]

%

: . |

D12.3  The operator shall install and maintain a(n) non-resettable elapsed time meter to accurately indicate the elapsed
operating time of the engine. '
[RULE 2012, 5-6-2005]

[Devices subject to this condition : D19]
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS -
4 ‘ | . o
The operator shall comply with the terms and conditions set forth below:
D12.4 The operator shall instalt and maintain a(n) temperature gauge to accurately indicate the temperature at the inlet to
the SCR reactor,
The operator shall also install and maintain a device to continuously record the parameter being measured,

The measuring device or gauge shall be accurate to within plus or minus 5 percent. It-shall be ¢alibrated once
every 12 months.

For C71 and C73, the operator shall maintain the temperature between 360 and 756 degrees F except during
start ups and shutdowns

For C75 and C77, the operator shall maintain the temperature between 4035 and 743 degrees F except during
start ups and shutdowns

For C79, the operator shall maintain the temperatire between 310 and 754 degrees F except during start ups
and shutdowns

[RULE 2012, 12-5-2003]
[Devices subject to this condition : C71, €73, C75, C77, C79]

D12.5 The operator shall install and maintain a(n) flow meter to accurately mdlcate the ﬂow rate of the total hourly
throughput of injected ammonia. )

The operator shall also install and maintain a device to continuously record the parameter being measured.

The measuring dev1ce or gauge shall be accurate to within plus or minus 5 percent, It shall be calibrated once
every 12 months.

For C71 and 'C73, the operator shall maintain the ammonia injection rate between 0.09 and 1.18 lbs/hr except
during start ups and shutdowns

_For C75 and C77, the operator shall maintain the ammonia injection rate between 0.09 and 1.07 Ibs/hr except
during start ups and shutdowns

For C79, the operator shall maintain the ammonia injection rate between 0.04 and 1.93 Ibs/hr except during
start ups and shutdowns

[RULE 2012, 12-5-2003]

[Devices subject to this condition : C71, C73, C75, C77, C79]
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'SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:
.D12.6 The operator shall mstall and maintain a(n) pressure gauge to accurately 1nd1caie the pressure across the SCR
catalyst bed in inched water column.
The operatbr shall also install and maintain a device to continuously record the parameter being measured.

The measuring device or gauge shall be accurate to within plus or-minus 5 percent. It shall be calibrated once
every 12 months. -

For C71 and C73, the operator shall maintain the differential pressure between 0. 36 and 5.83 inches of water
except clurmg start ups and shitdowns

‘For C75 and C77, the operator shall maintain the differential pressure between 0.18 and 1.54 Ibs/hr except
+ during start ups and shutdowns

For C79, the operator shall maintain the differential pressure between 0.27 and 1.87 lbs/hr except during start
ups and shutdowns

[RULE 2012, 12-5-2003; RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997]

[Devices subject to this condition : C71, C73, C75, C77, C79]
} ’ ‘ . ! . '
D28.2  The operator shall conduct source test(s) in accordance with the following specifications:

The test shall be conducted at least annually.
The test shall be conducted to determine the CO emissions at the outlet.
The test shall be conducted to demonstrate compliance with Rule 1303 concentration limit,

The test shall be conducted when the equipment is operating under normal conditions. No test shall be
required in any one year for which the equipment is not in operation,

_The test shall be conducted to determine compliance with the CO emissions by either: (a) conducting a source
test using District method 100.1 measured over a 30 minute averaging time, or (b) using a portable analyzer
and a District-approved test method.

[RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997]

'[Dcvices subject to this condition : D20, D24}
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

D28.4 The operator shall conduct source tesi(s) in accordance with the following specifications:

]
7

The test shall be conducted at least quarterly during the first 12 months of operation of the SCR, and at least
annually thereafter.

The test. shall be conducted to determine the NH3 emissions at the outlet using District method 207.1
measured over a 60 minute averaging time period. The NOx concentration , as determined by the CEMS,
shall be simultancously recorded during the ammonia slip test. If the CEMS is inoperable, a test shall be
conducted to determine the NOx emissions using District method 100.1. ‘

The test shall be conducted to demonstrate compliance with the Rule 1303 concentration limit.
The test shall be conducted when the equipment is operating at 80 percent load or greater.

The test shall be conducted and the results submitted to the District within 45 days after the test date.
[RULE l303(a)(1)~BACT 5-10-1996; RULE 1303(a)(1) BACT, 12-6-2002]
[Devices subject to this condition ; C71, C73, C75, C77, C79]
D322-.1_ The operator shall perform annuat inspection of the equipment and filter media for leaks, broken or torn filter
media, and improperly installed filter media.

[RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997] \

[Devices subject to this condition : C52, E57]
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- SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITI'.ONS
The operator shall comply. with the terms and conditions set forth below:

D323.1 The operator shall conduct an inspection for visible emissions from. all stacks ana other emission points of this
equipment whenever there is a public complaint of visible emissions, whenever visible emissions are observed,
and on a semi-annual basis, at least, unless the equipment did not operate during the entire semi-annual period.
The routine semi-annual inspection shall be conducted while the equipment is in operation and during daylight
hours.

+
‘

Ifrany visible emissions (not including condensed water vapor) are detected that last more than three minutes in
any one hour, the operator shall verify and certify within 24 hours that the equipment causing the emission and
any associated air pollution control equipment are operating normally according to their design and standard
procediires and under the same conditions under which compliance was achieved in the past, and either:

1). Take corrective action(s) that eliminates the visible emissions within 24 hours and report the visible
emissions as a potential deviation in accordance with the reporting requirements in Section K of this permit; or

2).  Have a CARB-certified smoke reader determine compliance with the opacity standard, using EPA Method 9

or the procedures in the CARB manual "Visible Emission Evaluation", within three business days and report any
deviations to AQMD. ' .

‘The opérator shall. keep the records in accordance with the recordkeeping requirements in Section K of this permit
-and the following records: '

1).  Stack or emission point identification;

2). Deséription of any corrective actions taken (o abate visible emissions;

3).  Date and time visible emission was abated: and

4).  All visible emission observation records by operator or a certified smoke reader.

[RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997]

[Devices subject to this condition : D18]
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< SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

D371.1 The operator shall conduct an inspection for visible emissions from all stacks and other emission points of this
equipment whenever this equipment has combusted one million gallons of fuel oil, to be counted cumulatively
over a five year period. The inspection shall be conducted while the equipment is in operation and during daylight
hours, If any visible emissions (not including condensed water vapor) are detected, the operator shall:

Have a CARB-certified smoke reader determine compliance with the opacity standard, using EPA Method 9 or the
procedures in the CARB manual "Visible Emission Evaluvation", within three working days (or during the next
tuel oil firing period if the unit ceases firing on fuel oil within the three working day time frame) and report any

deviz_ztions o AQMD.,

In addition, the operator shall keep the records in accordan;:e with the recordkeeping requirements in Section K of
~ this permit and the following records: ‘ '

a).  “Stack or emission point identification;

b). Descriptién of any corrective actions taken to abate_ visible emLissions;
¢}.  Date and time visible fzmission was abated; and

d).  Visible emission observation record by 4 certified smoke reader.
[RULE'3004(a)(4)—Period-ic Monitoring, 12-12-1997]

[Devices subject to this condition : D20, D24|
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

- D381.1 The operator shall conduct an inspection for visible emissions from all stacks and other emission points of this
equipment whenever there is a public complaint of visible emissions, whenever visible emissions are observed,
*and on a quarterly basis, at least, unless the equipment did not operate during the entire quarterly period, The
routine quarterly inspection shall be conducted while the equipment is in operation and during daylight hours. If
any visible emissions (not including condensed water vapor) are detected, the operator shall take corrective
action(s) that eliminates the visible emissions within 24 hours and report the visible emissions as a polentlal

deviation in accordance with the reporting requirements in Section K of this permit.

The operator shall keep the records in accordance with the recordkeeping requirements in Section K of this permit
and the following records:

1), Stack or emission point identification;
'2). . Description of any corrective actions taken to abate visible emissions; and
" 3. Date and time visible emission was abated.
"[RULE 3004{a)(4)-Periodic Monitoring, 12-12-1997]
- [Devices subject to this condition : C52]

D381.2 The operator shall conduct an inspection for visible emissions from all stacks and other emission points of this
equipment whenever there is a public complaint of visible emissions, whenever visible emisstons are observed,
and on an annual basis, at least, unless the equipment did not operate during the entire annual period. The routine
annual inspection shall be conducted while the equipment is in operation and during daylight hours. If any visible
emissions (not including condensed water vapor) are detected, the operator shall take corrective action(s) that
eliminates the visible emissions within 24 hours and report the visible emissions as a potential deviation in

accordance with the reporting requirements in Section K of this permit.

The operator shall keep the records in accordance with the recordkeepmg requ1remems in Sectlon K of this permit
and the following records: :

1}.  Stack or emission point identification;

2). Description (;f any corrective actions taken to abate visible emissions; and -
3)‘. Date and time visible emission was abated.

[RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997]

[Devices subject to this condition : E57]

'E. Equipment Operation/Construction Requirements
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:
E73.1 Notwithstanding the requirements of Section E conditions, the operator may, at his discretion, choose not to use
ammonia injection if any of the following requirement(s) are met: :
the inlet exhaust temperature to the SCR reactor is 450 degrees F or less '
Within 30 days after initial start up of the SCR system, not to exceed June 1, 2001 for Boilers 2 and 3
(Devices D20 and D22) or January 1, 2002 for Boiler 1 (Device D24). The operator ‘shall provide wrltten ‘
notification of the start up date.
" [RULE 2012, 12-5-2003]
[Devices subject to this condition : C71, C73, C73]
E73.2  Notwithstanding the requirements of Section E conditions, the operator may, at his discretion, choose nbt o use
' ammonia injection if any of the following requirement(s) are met:
the inlet exhaust temperature to the SCR reactor is 575 degrees F or less
Within 30‘day's after initial start up of the SCR system, not to eéxceed June 1, 2001 for Boilers 2 and 3
(Devices D20 and D22) or January 1, 2002 for Boiler 1 (Device D24). The operator shall provide written
notification of the start up date.

[RULE 2012, 12-5-2003]

[Devices subject to this condition : C79]

E102.1 The operator shall discharge dust collected in this equipment only into closed containers.
[RULE 401, 3-2-1984; RULE 401, 11-9-2001]
[Devices subject to this condition : C52]
E116.1 This.engine shall not be used as part of a demand response program using interruptible service contract in which a

. facility receives a payment or reduced rates in return for reducing its electric load on the grid when requested to
do so by the utility or the grid operdtor

s

[RULE 1470, 6-1-2007]

[Devices subject to this condition : D19]
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SECTION D: FACILITY .DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

El44.1

The operator shall vent this equipment, during filling, only to the vessel from which it is being filled.

[RULE 1303(a)(1)-BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002]

[Devices subject to-this condition : D81, D82, DE3)

El62.1

E179.1

The op.eralor shall usé this equipment only during utility failure periods, except for maintenance purposes.

[RULE 1304(a)-Modeling and Offset Exemption, 6-14-1996]

[Devicés subject to this condition : D19]

For the purpose of the following condition number(s), continucusly record shall be defined as recording at least

once every hour and shall be calculated based upon the average of the continuous monitoring for that hour,
Condition Number D 12- 4
Condition Number D 12-5

[RULE 2012, 12-5-2003]

[Devices éubject to this condition : C71, C73, C75, C77, C79]

E179.2 For the purpose of the following condition number(s), continuously record shall be defined as recording at least

once every month and shall be calculated based upon the average of the continuous monitoring for that month.

‘Condition Number D 12-6
[RULE 2012, 12-5-2003]

[Devices subject to this condition ; C71, C73, C75, C77, C79] : )
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below

E185.1 The requirements of the rule 40CFR Part 60 Subpart D identified under condition number(s) hsted below may be
substituted with the following alternate rcqulremems

Condition Number A 63- 1

Alternate requirement 1:The operator shall not discharge into the atmosphere visible emissions greater than
27 percent opacity for one six-minute period per hour,
: .

[40CFR 60 Subpart D, 10-4-1991]

[Devices subject to this condition : D22]
E193.1 The operator shall construct, operate, and maintain this equipment according to the following specifications:

In compliance with all mitigation measures as stlpulated in the Environmental Impact Report (SCH No.
2000101008) dated November, 2000 pertaining to the Scattergood SCR project

In compliance with Stipulated order for Abatement Case No. 1263-44 dated 8-29-2000 betiveen the South
Coast AQMD and the City of Los Angeles, DWP. In accordance with the Order, LADWP shall have in
operation SCR on Boilers 2 and 3 by 6-1-0] and on Boiler 1 by 1-1-02.

The schedule for installation of APC equipment shall be done in consultation with the California Energy
Commission (CEC) and the California Independent System Operator (CISQ) to ensure that comphance with
air pollution'laws and requirements can be achieved with no significant power interruption.

For facilities operating under an Order of Abatement or a Settlement Agreement, in the event the specified -
schedule of installation of APC equipment under these agreements cannot be met, the operator must seek
amendment of the Order of Abatement or Settlement Agreement at SCAQMD discretion.

%

[RULE 802, 8-1-1975; CA PRC CEQA, 11-23-1970]

[Devices subject fo this condition : D20, D22, D24, C71, C73, C75, C77, C79, D81, D82, D83, C84]
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SiECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

E262.1

E440.1

The operator shall, in addition to the requirement(s) of condition(s) listed below, comply with the requirement(s)
listed below, '

Condition Number E 162- 1

The operator may, in addition to the above requirements, use this equipment for purposes of fuel oil readiness
testing ‘

-

[RULE 1304(a)-Modeling and Offset Exemption, 6-14-1996]

[Devices subject to this condition : D19]

The cperator shall operate and maintain this equipment according to the following specifications:

During the carbon change out operation, the spent carbon shall be removed from the canister with the use of a
vacuum device vented through a cyclone and/or fabric filter and then dropped from the cyclone and/or fabric filter
into the shipping bags with the use of a chute to minimize carbon particle release

During the process of loading fresh carbon into the canister, the operator shall use a vacuum device vented to a
cyclone and/or fabric filter and connected with a hose to the cannister flange located near the bottom-of the
canister to miinimize carbon particle release

The operator shall limit the carbon change out operation to.twice per month

[RULE 401, 3-2-1984; RULE 401, 11-9-2001; RULE 402, 5-7-1976]

'[Devices subject to this condition : D93]
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below: |

"E440.2 The operator shall operate and maintain this equipment according to the following specifications:

During the carbon change out operation, the spent carbon shall be removed from the canister with the use of a -
vacuum device vented through a cyclone and/or fabric filter and then dropped from the cyclone and/or fabric filter
into the shipping bags with the use of a chute to minimize carbon particle release

During the process of toading fresh carbon into the canister, the operator shall use a vacuum device, vented to a
cyclone and/or fabric filter, around the canister opening to minimize carbon particle release

The operator shall limit the carbon change out operation to one time per week for each canister

[RULE 401,‘3‘—2—1984; RULE 402, 5-7-1576]

[Devices subject to this condition : D94, D95] . - .

H. Applicable Rules

H23.1 This equipment is subject to the applicable requirements of the following rules or regulations:

Contaminant ‘ Rule ‘ ‘ Rule/Subpart
vVOC | District Rule | 463

[RULE 463, 5-6-2005]

[Devices subject to this condition : 210, D11, D12, D13, D14]
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SECTION D: FACILITY BESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

H23.3 This equipment is subject to the applicable requirements of the following rules or regulations:

Contaminant ‘ Rule ‘ Rule/Subpart

vOC | District Rule | 464
[RULE 464, 12-7-1990]
[Devices subject to this condition : D39, D60, D62, D63, D64, D65, D66]
H23.4  This equipment is subject to the applicable requirements of the following rules or regulaticns:

Contaminant ‘ Rule Rule/Subpart

vOC . | District Rule 1122

{RULE 1122, 10-1-2004]
{Devices subject to this condition : E58]

.

~H23.5 This equipment is subject to the applicable requirements of the following rules or regulations: -

Contaminant . [ Rule ) ‘ Rule/Subpart

Chromium, Hexavalent \ District Rule ‘ 1404

[RULE 1404, 4-6-1990]

[Devices subject to this condition : E69)
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
. The operator shall comply with the terms and conditions set forth below:

H23.6 This equipment is subject to the aipplicable requirements of the following rules or regulations:

Contaminant | Rule . ‘ .Rule/Subpart
PM10 | District Rule | 1470

IRULE 1470, 6-1-2007]

[Devices subject to this condition » D19]

K. Record Keeping/Reporting

- K67._2 The operator shall keep records, in a manner approved by the Disirict, for the following parameter(s) or item(s):

the name of the person performing the inspection and/or maintenance of the dust collector
the date, time and results of the inspeclioﬁ
the date, time and description of any mainténarnce or repairs resulting from the inspection
[RULE 3004(a)(4}-Periodic Monitoring, 12—12-1997}
[Devlices subject to, this condition : C52, E57]

1

5



Section D Page: 36-

" Facility LD : 800075
Revision #: DRAFT

Date: JTune 10, 2008

FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

- K67.3 The operator shall keep records, in a manner approved by the District, for the following parameter(s) or item(s):

For architectural applications where no thinners, reducers, or other VOC containing materials are added,
maintain semi-annual records for all coating -consisting of (a) coating type, (b) VOC content as supplied in
grams per liter (g/1) of materiais for low-solids coatings, (c) VOC content as supplied in g/l of coating, less
watcr and exempt solvent, for other coatings. :

For architectural applications where thinners, reducers, or other VOC containing materials are added,
maintain daily records for each coating consisting of (a) coating type, (b) VOC content as. applied in grams
per liter (g/1) of materials used for low-solids coatings, (c) VOC content as applied in g/l of coating, less

- water and exempt solvent, for other coatings. :

[RULE 3004(a)(4)-Periodic Monitoring, 12-12-1997]

[Devices subject to this condition : E68§]
K67.4 The operator shall keep records, in a manner approved by the District, for the following parameter(s) or item(s):

An engine operating log listing on a monthly basis the emergency use hours of operation, maintenance and
testing hours of operation, and any other hours of use with a description of the reason for operation.
Additionally, each time the engine is started manually, the log shall include the date of operatlon and the
umer reading in hours at the beginning and end of operation

The log shall be kept for a minimum of three calendar years prior to the current year and be made available to
District personnel upon request. The total hours of operation for the previous calendar year shall be recorded
sometime during the first 15 days of January of cach year.

[RULE-1110.2, 2-1-2008; RULE 1470, 6-1-2007]

[Devices subject to this condition : D19]



Section E - Page -1
Facility 1.D.#: 800075
Revision #: DRAFT
Date:  Fune 10, 2008

j - FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION E: ADMINISTRATIVE CONDITIONS

The operating conditions in this section shall apply to all permitted equipment |
at this facility unless superseded by condition(s) listed elsewhere in this permit.

1. The permit shall remain effective unless this permit is suspended, revoked,
: modified, reissued, denied, or it is expired for nonpayment of permit
processing or annual operating fees. [201, 203, 209, 301)

a. The permit must be renewed annually by paying annual operatrng fees, and
the permit shall expire if annual operating fees are not paid pursuant 1o
requirements of Rule 301(d). [301((:1)]

b. . The Permit to Construct listed in Section H shall expire one year from the

' Permit to Construct issuance date, unless a Permit to Construct extension
- has been granted by the Executive Officer or unless the equipment has been
constructed and the operator has notified the Executive Officer prior to
the operation of the equipment, in which case the Permit to Construct
serves as a temporary Permit to Operate. [202, 205]

C. The Title V permit shall expire as specified under Section K of the Title
V permit. The permit expiration date of the Title V facility permit does
not supercede the requirements of Rule 205. [205, 3004]

2. The operator shall maintain all equipment in such a manner that ensures-
proper operation of the equipment. [204]

3. . This-permit does not authorize the emissions of air contaminants in excess
of those allowed by Division 26 of the Health and Safety Code of the State
of California or the Rules and Regulations of the AQMD. This permit cannot
be considered as permission to violate existing laws, ordinances,
regulations, or statutes of other governmental agencies. [204]

4, The operator shall not use equipment identified in this facility permit as
being connected to air pollution control equipment unless they are so vented
to the identified air pollution control equipment which is in full use and
which has been included in this permrt [204]

5. The operator shall not use any equrprnent having air pollution control
device(s) incorporated within the equipment unless the air pollutlon control
device is in full operation. [204] "

6. - The operator shall maintain records to demonstrate compliance with rules or
permit conditions that limit equipment operating parameters, or the type or
quantity of material processed. These records shall be made available to
AQMD personnel upon request and be maintained for at least: [204]
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a, Three years for a facility not subject to Title V; or
b. Five years for a facility subject to Title V.

. The operator shall maintain and operate all equipment to ensure compliance
with all emission limits as specified in this facility permit. Compliance
with emission limits shall be determined according to the following
specifications, unless otherwise specified by AQMD rules or permlt

. conditions: [204]

a. For internal combuistion engines and gas turbines, measured concentrations
shall be corrected to 15 percent stack-gas oxygen content on a dry basis
and be averaged over a period of 15 consecutive minutes; [1110.2, 1134,
204]

b. For other combustion devices, measured concentrations shall be corrected
to 3 percent stack-gas oxygen content on a dry basis and be averaged over
a period of 15 consecutive minutes; [1146, 1146.1, 204]

c. For a large NOx source, cornphance with a RECLAIM concentration llmlt
shall be measured over a continuous 60 minutes for that source; [2012]
- d. For non-combustion sources, compliance with emission limits shall be
determined and averaged over a period of 60 minutes; [204]
e. For the purpose of determining compliance with Rule 407, carbon morioxide

(CO) shall be measured on a dry basis and be averaged over 15 consecutive
-~ minutes, and sulfur compounds which would exist as liquid or gas at
~ standard conditions shall be calculated as sulfur dioxide (SO2) and be
averaged over 15 consecutive minutes; [407]
f.  "For the purpose of determining comphance with Rule 409, combustion
_ contaminant emission measurements shall be corrected to 12 percent of
carbon dioxide (CO2) at standard condltlons and averaged over 15
consecutive minutes. [409]
g. For the purpose of determining compliance with Rule 475, combustion
contaminant emission measurements shall be corrected to 3 percent of
oxygen (02) at standard conditions and averaged over 15 consecutive

minutes or any other averaging time spemﬁed by the Executive Offlcer
[475]

All equipment operating under the RECLAIM program shall comply concurrently
with all provisions of AQMD Rules and Regulations, except those listed in

Table 1 of Rule 2001 for NOx RECLAIM sources and Table 2 of Rule 2001 for
SOx RECLAIM sources. Those provisions listed in Tables 1 or 2 shall not

apply to NOx or SOx emissions after the date the facility has demonstrated
compliance with all monitoring and reporting requirements of Rules 2011 or
2012, as applicable. ‘Provisions of the listed AQMD rules in Tables 1 or 2

which have initial implementation dates in 1994 shall not apply to a RECLAIM
NOx or SOx source, respectively. [2001]
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SECTION E: ADMINISTRATIVE CONDITIONS

The operator shall, when a source test is required by AQMD, provide a source
test protocol to AQMD no later than 60 days before the proposed test date.

The test shall not commence until the protocol is approved by AQMD. The test
protocol shall contain the following information: {204, 304]

a. Brief description of the equipment tested.

b. Brief process description, including maximum and normal operating
temperatures, pressures, through-put, etc.

C. Operating conditions under which the test will be performed.

d. Method of measuring operating parameters, such as fuel rate and process
weight. Process schematic diagram showing the ports and sampling
locations, including the dimensions of the ducts/stacks at the sampling
locations, and distances of flow disturbances, (e,g. elbows, tees, fans,
dampers) from the sampling locations (upstream and downstream).

e. Brief description of sampling and analytical methods used to measure each

pollutant, temperature, flow rates, and moisture.

Description of calibration and quality assurance procedures.

g. Determination that the testing laboratory qualifies as an "independent

‘ testing laboratory" under Rule 304 (no conflict of interest).

h

The operator shall submit a report no later than 60 days after conducting a
source test, unless otherwise required by AQMD Rules or equipment-specific
conditions. The report shall contain the followmg information: [204]

The resuilts of the source test.
Brief description of the equipment tested.
Operating conditions under which test will be performed.
Method of measuring operating parameters, such as fuel rate and process
weight. Process schematic diagram showing the ports and sampling
locations, including the dimensions of the ducts/stacks at the sampling
locations, and distances of flow disturbances, (e.g. elbows,. tees, fans,
dampers) from the sampling locations (upstream and downstreamy). -
e. Field and laboratory data forms, strip charts and analyses.
f. Calculations for volumetric flow rates, emission rates, control
efficiency, and overall control effluency

The operator shall, when a source test is required, provide and maintain
facilities for samplmg and testing. These facilities shall comply with the
requirements of AQMD Source Test Method 1.1 and 1.2, [217] -

3
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Whenever required to submit a written report, notification or other .
submittal to the Executive Officer, AQMD, or the District, the operator

shall mail or-deliver the material to: Deputy Executive Officer, Engineering

and Compliance, AQMD, 21865 E. Copley Drive, Diamond Bar, CA 91765-4182.
[204] ' '

4
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SE_CTION F: RECLAIM MONITORING AND SOURCE TESTING REQUIREMENTS |

The Facility shall comply with all applicable monitoring and source testing requirements in
Regulation XX. These requirements may include but are not limited to the following:

I. NOx Monitoring Conditions

A. The Operator of a NOx Major Source as defined in Rule 2012 shall, as appllcable

1.

ac o

Install, maintain, and operate an AQMD certified direct or time-shared
monitoring device or an approved alternative monitoring device for each

major NOx source to continuously measure the concentration 6f NOx

emissions and all other applicable variables specified in Rule 2012, Table
2012-1 and Rule 2012, Appendix A, Table 2-A to determine the NOx emissions
rate from each source. The time- sharing of CEMS among NOx sources may be
allowed by the Executive Officer in accordance with the requirements for

- time sharing specified in Appendix A. [2012]

Ihstall, maintain, and operate a totalizing fuel meter approved by the

. Executive Officer for each major source. [2012]

If the facility is operating ex1st1ng CEMS and fuel meters, continue to
follow recording and reporting procedures required by AQMD Rules and

. Regulations in effect prior to October 15, 1993 until the CEMS is

certified pursuant to Rule 2012. [2012]

Use valid data collected by an AQMD certified or provisionally certified

- CEMS in proper operation that meets all the requirements of Appendix A of

Rule 2012, unless final certification of the CEMS is denied, to determine
mass emissions for all purposes, mcludmg, but not limited to,
determlmng [2012}

compliance with the annual Al]ocuation;'. '

a
b. excess emissions; :

c the amount' of penalties; and
d fees.

Follow missihg data procedures as specified in Rule 2012 Appendix A
whenever-valid data is not available-or collected to determine mass .

emissions for all purposes, including, but not limited to, determining:

[2012]

compliance with the annual Allocation;
T @Xxcess emissions;

the amount of penalties; and

fees.
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B. The Operator of a NOx Large Source, as defined in Rule 2012, shall, as applicable:.

Not Applicable

C. The Operator of a NOx Proéess Unit, as defined in Rule 2012, shall, as applicable:

1.

- Install, maintain, and operate a totalizing fuel meter or any device

approved by the Executive Officer to.measure quarterly fuel usage or other
applicable variables specified in Rule 2012, Table 2012-1, and Rule 2012,
Appendix A, Table 4-A. The sharing of totalizing fuel meters may be
allowed by the Executive Officer if the fuel meter serves process units

* which have the same emission factor or emission rate. The sharing of

totaltzing meter shall not be allowed for process units which-are requlred
to comply with an annual heat input llmlt [2012]

~II. NOx Source Testing and Tune-up Conditions

L.

The operator shall conduct all required NOX source testing in compliance
with an AQMD-approved source test protocol. [2012]

The operator shall, as applicable, conduct source tests for every large
NOx source no later than December 31, 1996 and every 3 years thereafter.
The source test shall include the determination of NOx concentration and a
relative accuracy audit of the exhaust stack flow determination (e.g. |
in-stack flow monitor or fuel flow monitor based F-factor calculation).
Such source test results shall be submitted per the schedule described by
APEP. In lieu of submitting the first source test report, the facility

“permit holder may submit the results of a source test not more than 3 - .

years old which meets the requirements when conducted. [2012]

All NOx large sources and NOx process units shall be tuned-up in
accordance with the schedule specified in Rule 2012, Appendix A, Chapter
5, Table 5-B. [2012]

Process Unit source testing
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SECTION G: RECORDKEEPING AND REPORTING REQUIREMENTS FOR
RECLAIM SOURCES

The Facility shalt comply with all applicable reporting and recordkeeping requirements in
Regulation XX. These requirements may include but are not limited to the following:

I. Recordkeeping Requirements for all RECLAIM Sources

L. The operator shall maintain all monitoring data required to be measured
or reported pursuant to Rule 2011 and Rule 2012, whichever is
applicable. All records shall be made available to AQMD staff upon
request and be maintained for at least:

a. Three years after each APEP report is submitted to AQMD for a
facility not subject to Title V, unless a different time period is
required in Rule 2011 or Rule 2012 [2011 & 2012]; or

b. Five years after each APEP report is submitted to AQMD for a
facility subject to Title V. [3004(a)(4)(E)]

C. Notwithstanding the above, all data gathered or computed for
intervals of less than 15 minutes shall only be maintained 4 minimum
of 48 hours. [2011 & 2012]

2. The operator shall store on site and make available to the Executive
Officer upon request: records used to determine emissions, maintenance
records, sources test reports, relative accuracy test audit reports,

relative accuracy audit reports and fuel meter calibration records.
[2011 & 2012]

II. Réporting Requirements for all RECLAIM Sources

1. The operator shall submit a quarterly certification of emissions
including the facility’s total NOx or SOx emissions, whichever is
applicable, for the quarter within 30 days after the end of the first
three quarters and 60 days after the end of the fourth quarter of a
compliance year. [2011 & 2012]

NOx Reportmg Requirements
A. The Operator of a NOx Major Source, as defined in Rule 2012, shall, as apphcable

1. No later than 12 months after entry into the RECLAIM program or after
the initial operation of a new major source, whichever is later,
install, maintain, and operate a reporting device to electronically -
report everyday to the AQMD central station for each major NOx source,
the total daily mass emissions of NOx and daily status codes. Such data
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shall be transmitted by 5:00 p.m. of the following day. If the facility"
experiences a power, computer, or other system failure that prevents the
submittal of the daily report, the Facility Permit holder shall be

granted 24 hours extension to submit the report. [2012]

2. Calculate NOx emissions pursuant to missing data procedures set forth in
Appendix A, Chapter 2 of Rule 2012 if the Facility Permit holder fails
to meet the deadline for submitting the daily report. [2012]

3. Submit an electronic report within 15 days following the end of each
month totaling NOX emissions from all major NOx sources during the
month. [2012] _

4, | For those facilities with existing CEMS and fuel meters as of October
15, 1993, continue to follow recording and reporting procedures required
by AQMD Rules and Regulations in effect until the CEMS is certified
pursuant to Rule 2011 and/or Rule 2012, as applicable. [2012]

B. The Operator of a NOx Large Source, as defined in Rule 2012, shall:
Not Applicable

C. The Operator of a NOx Process Unit, as defined in Rule 2012, shall:

1. Electronically report the calculated qﬁarterly NOx emissions for each

NOx process unit. The Operator shall comply with this requirement
within 12 months of the date of entry to the RECLAIM Program. [2012]
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- NONE
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SECTION I: PLANS AND SCHEDULES

This section lists all plans appf_oved by AQMD for the purposes of meeting the requirements
of applicable AQMD rules specified below. The operator shall comply with all conditions -
specified in-the approval of these plans, with the following exceptions:

a. The oﬁerator does not have to comply with NOx or SOx emission limits from
rules identified in Table 1 or Table 2 of Rule 2001(]) which become effective

after-December 31, 1993

. b. The operator does not have to comply with NOx or SOx emission limits from
rules identified in Table 1 or Table 2 of Rule 2001(j) after the facility has.
received final certification of all momtormg and reporting requirements
specified in Section F and Section G.

Documen_ts pertaining to the plan applications listed below aré available for public review
at AQMD Headquarters. Any changes to plan applications will require permlt modification
in accordance with Title V permit revision procedures

Llst of approved plans:
Application Rule |

212508 1404

NOTE: This section does not list compliance schedules pursuant to the requirements of
Regulation XXX - Title V Permits; Rule 3004¢a)(10)(C). For equipment subject to a
variance, order for abatement, or alternative operating condition granted pursuant to
Rule 518.2, equipment spec1f1c conditions are added to the equipment in Section D or H

of the permlt

i
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- NOT APPLICABLE
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‘GENERAL PROVISIONS

1. This permjt- may be revised, revoked, reopened and reissued, or terminated for
cause, or for failure to comply with regulatory requlrements permit terms, Of
COTIdIt]OI]S [3004(a)(7HCh

2. This permit does not convey any property rights of any sort or any exclusive
privilege. [3004(a}(7XE)]

Permit Renewal and Expiration
3. (A)  Except for solid waste incineration facilities subject to standards under
: - Section 129(e) of the Clean Air Act, this permit shall expire five years
from the date that the initial Title v permit is issued. The operator’s
right to operate under this permit terminates at rmdmght on this date,
unless the facility ‘is protected by an application shield in accordance
with Rule 3002(b), due to the filing of a timely and complete application
for a Title V permit renewal, consistent with Rule 3003. [3004(a)(2),
3004(H)]

(B) . A Tile V permit for a solid waste incineration facility combusting
municipal waste subject to standards under Section 129(e) of the Clean
. Alr Act shall expire 12 years from the date of issuance unless such
permit has been renewed pursuant to this regulation. These permits shall
be reviewed by the Executive Officer at least every five years from the

date of issuance. [3004(f)(2)]

4 To renew this permit, the operator shall submit to the Executive Officer an
application for renewal at least 180 days, but not more than 545 days, prior to
the expiration date of this permit. [3003(a)(6)]

Duty to Provnde Informatlon

5. The applicant for, or holder of, a Title V permit.shall furnish, pursuant to Rule
3002(d) and (e), timely mformatlon and records to the Executlve Officer or
designee within a reasonable time as specified in ertmg by the Executive Officer
or designee. [3004(a)(7)(F)]

‘Payment of Fees
6. The operator shall pay all requlred fees specified in Regulation III - Fees.
[3004(a)(7)(G)] , .

Reopening for Cause "
7. The Executive Officer will reopen and revise this perrmt if any of the fol]owmg
circumstances occur:

. (A) Additional regulatory requirements become applicable with a remaining
permit term of three or more years Reopening is not required if the
effective date of the requirement is later than the expiration date of this
permit, unless the permit or any of its terms and conditions has been
extended pursuant to paragraph (f)(4) of Rule 3004,

Date: June 10, 2008
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(B) The Executive Officer or EPA*Administrator determines that this permit

' contains a material mistake or that inaccurate statements were made in
estabhshmg the emissions standards or other terms or conditions of this
permit.

: (&) The Executive Officer or EPA Administrator determines that the permit

must be revised or revoked to assure compliance with the applicable
_ requirements. [3005(g)(1)]

COMPLIANCE PROVISIONS

8.

10.

The operator shall comply with all regulatory requirements, and all permit terms
and conditions except:

(A) As provided for by the emergency provisions of condltlon no. 17 or
condition no. 18, or °

(B) As provided by an alternative operating condition granted pursuant to a
federally approved (SIP-approved) Rule 518.2.

Any non-compliance with any federally enforceable permit condition constitutes
a violation of the Federal Clean Air Act and is grounds for enforcement action;
for permit termination, revocation and reissuance, or revision; or denial of a
permit renewal appllcatlon Non-compliance may also be grounds for civil or
criminal penalties under the California State Health and Safety Code.
[3004(a)(7)(A)]

The operator shall allow the Executive Officer or authorized representatlve
upon presentation of appropriate credentials to:-

(A) - Enter the operator’s premises where emission-related activities are
conducted, or records are kept under the condltlons of this permit;

(B) - Have access to and copy, at reasonable tlmes any records that must be-

kept under the conditions of the permit;

() Inspect at reasonable times, any facilities, equipment (including
monitoring and air pollution control equipment), practices, or operations
regulated or required under the permit; and

(D) Sample or monitor at reasonable times, substances or pardmeters for the
purpose of assuring compliance with the facility permit or regulatory
. requirements. [3004(a)(10)(B)]

All terms and conditions in this permit, including any provisions designed to
limit a facility’s potential to emit, are enforceable by the EPA Administrator
and citizens under the federal Clean Air Act, unless the term or condition is
designated as not federally enforceable. Each day during any portlon of which
a violation occurs is a separate offense. [3004(g)]
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A challenge to any permit condition or requirement raised by EPA, the
operator, or any other person, shall not invalidate or otherwise affect the
remaining portions of this permlt [3007(b)]

The filing of any appllcatlon for a permit revision, revocation, or termination,
or a notification of planned changes or anticipated non-compliance does not stay
any permlt condition. [3004(a}(7)(D)} '

It shall not be a defense for a person in an enforcement action, 1ncludmg those
listed in Rule 3002(c)(2), that it would have been necessary fo halt or reduce
the permitted activity in order to maintain compliance with the conditions of
this permit, except as provided for in "Emergency Provisions" of this section.
[3004(a)(7)(H)] '

The operator shall not build, erect, install, or use any equipment, the use of
which, without resulting in a reduction in the total release of air contaminants to
atmosphere, reduces or conceals an emission which would otherwise constitute

"+ a violation of Chapter 3 (commencing with Section 41700) of Part 4, of
- Division 26 of the California Health and Safety Code or of AQMD rules. - This

rule shall not apply to cases in which the only violation involved is of Section
41700 of the California Health and Safety Code, or Rule 402 of AQMD Rules.

[408]

£

| (A) Under Section 303 of the federal Clean Air Act the provxsxens for

emergency orders;

(B) The llablhty of the operator for any violation of appllcable requlrements :
- prior to or at the time of permit issuance;

(C) The applicable requirements of the Acid Rain Program, Regulation
XXXI; .

(D) The ability of EPA to obtain information from the operator pursuant to
Section 114 of the federal Clean Air Act; :

(E)  The appllcablllty of state or local requirements that are not "applicable

requirements”, as defined in Rule 3000, at the time of permit issuance
but which do apply to the facility, such as toxics requirements unigue
to the State; and ,

(F)  The applicability of regulatory requirements with compliance dates after
*the permit issuance date. [3004(c)(3)]

For any portable equipment that requires an AQMD or state permlt of
registration, excluding a) portable engines, b) military tactical support
equipment and ¢} AQMD-permitted portable equipment that are not a major
source, are not located at the facility for more than 12 consecutive months after\
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commencing operation, and whose operation.does not conflict with the terms or
conditions of this Title V permit: 1) the facility operator shall keep a copy of
the AQMD or state permit or registration; 2) the equipment operator shall
comply with the conditions on the permit or registration and all other regulatory
requirements; and 3) the facility operator shall treat the permit or registration as
a part of its Title V permit, subject to recordkeeping, reporting and certification
requirements. [3004(a)(1)]
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EMERGENCY PROVISIONS

17.

18.

An emergency! constitutes an affirmative defense to an action brought for non-
compliance with a technology-based emission limit only if:

(A) Properly signed, contemporaneous operating records or other credible
evidence demonstrate that '

(1) An emergency occurred and the operator can 1dent1fy the '
cause(s) of the emergency; .

(2)  The facility was operated properly (i.e. operated and maintained
in accordance with the manufacturer’s specifications, and in
compliance with all regulatory requirements or a compllance :
plan), before the emergency occurred;

3 The operator took all Teasonable steps to minimize levels of
emissions that éexceeded emissions standard, or other
requirements in the permit; and,

(4) - The operator submitted a written notice of the emergency to the
AQMD within two working days of the time when the
emissions limitations were exceeded due to the emergency.
The notice shall contain a description of the emergency, any
steps taken to mitigate emissions, and corrective actions taken;
and

(B) The operator Corhplies with the breakdown provisions of Rule 430 -
Breakdown Provisions, or subdivision (i) of Rule 2004 - Requirements,
whichever is applicable. [3002(g), 430, 2004(1)]

The operator is excused from complying with any regulatory requirement that is
suspended by the Executive Officer during a state of emergency or state of war

emergency, in accordance with Rule 118 - Emergencies. [118]

1 "Emergency’. means any situation arising from sudden and reasonably unforeseeable events beyond the
control of the operator, including acts of God, which: (A) requites immediate corrective action to restore

© normal oberation; and (B) causes the facility to exceed a technology-based emission limitation under the
- permil due to unavoidable increases in emlssmns attributable to-the emergency; ahd (C) is not caused by

mmproperly designed equipment, iack of preventative maintenance, Lareless or imporper operanon or
operator error. .
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" RECORDKEEPING PROVISIONS

‘In addition to any other recordkeeping requirements specified elsewhere in this

permit, the operator shall keep records of required momtormg information,
where applicable, that mclude

(A) The date, place as defined in the Title V permit, and time of sampling

Or measuremments;
(B) The date(s) analyses were performed;
(©) The company or entity that performed the analyses;
(D) The analytical téchniques or methods used;
(E) The results of such analyses; and

(F) The operating conditions as’ existing’ Ellt the time of sampling or |
_ measurement. [3004(a)}(4)(B})]

The -operator shall maintain records pursuant to Rule 109 and any applicable -
material safety data sheet (MSDS) for any equipment claimed to be exempt
from a written permit by Rule 219 based on the information in those records.
[219()]

The operator shall keep all records of monitoring data required by this permit or
by regulatory requirements for a period of at least five years from the date of
the monitoring sample, measurement, report, or application. [3004(a)(4)E)]

y
\

The operator shall comply with the following requirements for prompt reporting
of deviations:

(A) Breakdowns shall be reported as required by Rule 430 - Breakdown
Provisions or subdivision (i) of Rule 2004 - Requirements, whichever
is applicable.

-~ (B) Other deviations from permit or applicable rule emission limitations,

equipment operating conditions, or, work practice standards,
determined by observation or by any monitoring or testing required by
the permit or applicable rules that result in emissions greater than those
allowed by the permit or applicable rules shall be reported within 72
hours (unless a shorter reporting period is specified in an applicable
State or Federal Regulation) of discovery of the deviation by contacting
AQMD enforcement personnel assigned to -this facility or otherwise
calling (800) CUT-SMOG.
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- (O) ‘A written report of such deviations reported pursrrant to (B), and any

" corrective actions or preventative measures taken, shall be submitted to
© AQMD, in an AQMD approved format, within 14 days of discovery of
the deviation. .

(D) All other deviations shall be reported with the momtorlng report
required by condition no. 23. [3004(a)(5)]

Unless more frequent reporting of _rnonitoring results are specified in other
permit conditions or in regulatory requirements, the operator shall submit .
reports of any required- monitoring to the AQMD at least twice per year. The
report shall include a) a statement whether all monitoring required by the permit
was conducted; and b) identification of all instances of deviations from permit
or regulatory requirements. A report for the first six calendar months of the

-year 1s due by August 31 and a report for the last six calendar months of the-

year is due by February 28. [3004(a)(4)(F)]

" The operator shall submit to' the Executive Officer and to the Environmental
Protection”Agency (EPA), an annual compliance certification. For RECLAIM

facilities, the certification is due when the Annual Permit Emissions Program
(APEP) report is due and shall cover the same reporting period. For other
facilities, the certification is due on March 1 for the previous calendar year.
The certification need not include the period preceding the date the initial Title
V permit was issued. Each compliance certification shall include:

(A) Identification of each permit term or condltlon that is the basis of the
certification;

(B)  The compliance status during the reporting period;
(C) Whether compliance was continuous or intermittent;

(D) The method(s) used to determine compliance over the reportlng perlod
and currently, and

(E) Any other facts specifically required by the Executlve Officer to
' determine comphance g

The EPA copy of the certification shall be sent to: Director of the Air Division Attn:

Air-3 USEPA, Region IX 75 Hawthorne St. San Francisco, CA 94105
[3004(3)(10)(E)]

25,

All ‘records, reports and: documents. required to be submitted by a Title V
operator to AQMD or EPA shall contain a certification of accuracy consistent
with Rule.3003(c)(7) by a responsible official (as .defined in Rule 3000).
[3004(a)(12)]
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PERIODIC MONITORING !

26. All periodic monitoring required by this permit pursuant to Rule 3004(a)(4)(c)
is based on.the requirements and justifications in the AQMD document
"Periodic Monitoring Guidelines for Title- V Facilities" or in case-by-case
determinations documented in the Title V application file. [3004(a)(4)]
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LA CITY, DWP SCATTERGOOD GENERATING STN

SECTION K: TITLE V Administration

FACILITY RULES

This fa'a'lz'ty is subject to the following rules and regulations:

With the exception of Rule 402, 473, 477, 1118 and Rules 1401 through 1420, the following rules that
are designated as non-federally enforceable are pending EPA approval as part of the state implementation
plan. Upon the effective date of that approval, the approved rule(s) will become federally enforceable
and any earlier versions of those rules will no longer be federally enforceable

4

RULE SOURCE

-Adopted/Amended Date

FEDERAL Enforceability |

RULE 1110. 2

11-9-2001

2-1-2008 Non federally enforceable

RULE 1113 =~ ~11-8-1996 Federally enforceable .
RULE 1113 ~ 7-13-2007 Non federally enforceable -
RULE 1122 -10-1-2004 Federally enforceable
RULE 1140 8-2-1985 Non federally enforceable
RULE 1171 11-7-2003 - Federally enforceable
RULE 1171 7-14-2006 Non federally enforceable
RULE 118 12-7-1995 Non federally enforceable
RULE 1303(aX1)-BACT 12-6-2002 Non federally entorceable
RULE 1303(a)(1)-BACT 5-10-1996 Federally enforceable -
RULE 1303(b)(2)-Offset 12-6-2002 Non federally enforceable
RULE 1303(b}(2)-Offset 3-10-1996 Federally enforceable
RULE 1304(a)-Modeling and Oﬁ’set Exemptlon 0-14-1996 Federally enforceable
RULE 1404 4-6-1990 Non federally enforceable
RULE 1470 6-1-2007 Non federally enforceable
RULE 2009 1-7-2005 " Non federally enforceable
RULE 2009 5-11-2001 Non federally enforceable
RULE2012 12-5-2003 - Federally enforceable
RULE 2012 3-6-2005 Federally enforceable
RULE 204 o 10-8-1993 Federally enforceable
RULE217 ! 1-5-1990 Federally enforceable
RULE 219 9-4-1981 Federally enforceable
RULE 3002 , ©11-14-1997 Federally enforceable

| RULE 3003: , 11-14-1997 Federally enforceable

'RULE 3004(a)(4)-Periodic Monitoring 12-12-1997 Federally enforceable
RULE 3005 11-14-1997 Federally enforceable
RULE 3047 10-8-1993 Federally enforceable
RULE 304 1-14-1982 Non federally enforcedble
RULE 401

. Non federally enforceable
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SECTION K: TITLE V Administration

RULE SOURCE

Adopted/Amended Date

FEDERAL Enforceability

RULE 401

3-2-1984 Federally enforceable
RULE 402 5-7-1976 Non federally enforceable
RULE 404 2-7-1986 Federally enforceable
RULE 405 2-7-1986 Federally enforceable
RULE 407 4:2-1982 Federally enforceable
RULE 408 5-7-1976 Federally enforceable,
RULE 409 8-7-1981 Federally enforceable-
RULE 430 7-12-19%6 Non federally enforceable
RULE 431.1 6-12-1998 Federally enforceable
RULE 431.2 5-4-1990 Federally enforceable
RULE 431.2 9-15-2000 Non federally enforceable
RULE 463 . 5-6-2005 Federally enforceable
RULE 464 12-7-1990 Federally enforceable
40CFR 60 Subpart D _ - 10-4-1991 Federally enforceable.
"40CFR 68 - Accidental Release Prevention 5-24-1996 Federally enforceable
RULE 701 6-13-1997 Federally enforceable
40CFR 72 - Acid Rain Provisions 11-24-1997 Federally enforceable
40CFR 73 Subpart B ) - 1-11-1993. Federally enforceable
RULE 802 8-1-1975 Non federally enforceable
CA PRC CEQA 11-23-1970

Non federally enforceable
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN -

APPENDIX A: NOX AND SOX EMITTING EQUIPMENT EXEMPT FROM WRITTEN
PERMIT PURSUANT TO RULE 219

_ INTERNAL COMBUSTION ENGINE, DIRT COMPACTOR, GASOLINE
INTERNAL COMBUSTION ENGINE, LEAF- BLOWER, GASOLINE
INTERNAL COMBUSTION ENGINE, EDGER, GASOLINE
INTERNAL COMBUSTION ENGINE, LAWN MOWER, GASOLINE

. INTERNAL COMBUSTION ENGINEV, COMPRESSOR, DIESEL
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FACILITY PERMIT TO OPERATE

LA CITY, DWP SCATTERGOOD GENERATING STN

" APPENDIX B: RULE EMISSION LIMITS
" [RULE 1113 11-8-1996]

(1) Except as provided in paragraphs (c}2), (¢)(3), and (c)(4) of Rule
' 1113, the operator shall not supply, sell, offer for sale, apply, or solicit
the application of, any architectural coating which, at the time of sale or
manufacture, contains more than 250 grams of VOC per liter of coating
(2.08 pounds per gallon), less water, less exempt compounds, and less
any colorant added to tint bases, or manufacture, blend, or repackage

: such a coating for use within the District.

(2)  Except as provided in paragraphs (c)(3) and (c)(4) of Rule 1113 the
operator shall not supply, sell, offer for sale, apply, solicit the °
application of, manufacture, blend, or repackage, for use within the
District, any architectural coatmg listed in the Table of Standards which
contains VOC (excluding any colorant added to tint bases) in excess of
the corresponding VOC limit specified in the table, after the effective
date specified.

TABLE OF STANDARDS
'VOC LIMITS
Grams of VOC Per Liter of Coating,
Less Water And Less Exempt Compounds
COATING Limit* | Effective | Effective | Effective | Effective | Effective | Effective
Dateof | /171998 | 1/1/1999 | 7/1/2001 | 1/1/2005 | 7/1/2008
Adoption
Bond Breakers 350
Clear Wood Finishes )
Varnish 350
Sanding Scalers 350
. Lacquer 630 550 275
Concrete-Curing Compounds 350
Dry-Fog Coatings 400
Fire-proofing Exierior 350 - 450 350
Coatings
Fire-Retardant Coatings
Clear 650
Pigmented 350 .
Flats 250 100 50
Graphic Arts (Sign) Coatings 500
Industrial Maintenance
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FACILITY PERMIT TO OPERATE
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~APPENDIX B: RULE EMISSION LIMITS

| Primers and Topcoals
1  Alkyds
Catalyzcd Epoxy
Bituminous- Coalings
Matcrials
Inorganic Polymers
* Vinyl Chloride Polymers
Chlorinated Rubber
Acrylic’Polymers
Urethane Polymers
Siliconcs
Unique Vehicles
Japans/Faux Finishing
Coalings
Magnesite Cement Coatings
Mastic Coatings
Metallic- Pigmented Coatings
Multi-Color Coatings
Pigmented Lacquer
Prc-Treatment Wash Primers
Primers, Sealers, and
Undercoaters ,
Quick-Dry Enamels
Roof Coatings
Shellac
- Clecar
Pigmented
Stains
Sw1mm1r|g Pool Coatings
Repair
Other
Traffic Coalings
Waterproofing Sealers
Wood Preservatives
" Below-Ground
Other

[RULE 1113 11-8-1996]

420
420
420

420
420

420 .

420
420
420
420
350

600
300
500

420 -

680
780
350

400
300

730
550
350

650
340
250
400

350
350

700

250

350

150

350
450

275

. * The specified limits remain in effect unless rev1sed limits are listed in

in the Table of Standards

2

subsequent columns
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS
A [RULE 1113 11-8-1996]

TABLE OF STANDARDS (cont.)
 VOC LIMITS
Grams of VOC Per Liter of Material

COATING , Limit
Low-Solids Coating _ 120
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS
[RULE 1113 7-13-2007]

Except as provided in paragraphs (c)(2), (c)(3), (c)(4), and sp_eéiﬁed‘ céatings .

averaged under (c)(6), no person shall supply, sell, offer for sale, manufacture,
blend, or repackage any architectural coating for use in the District which, at
the time of sale or manufacture, contains more than 250 grams of VOC per
- liter of coating (2.08 pounds per gallon), less water, less exempt éonﬁpounds,
and less any colorant added to tint bases, and no person shall apply or solicit
the application of any architectural coating, within the District that exceeds
250 grams of VOC per liter of coating as calculated in this paragraph. -
Except as provided in paragraphs (c)(3), (c)(4), and designated coatings
averaged under (c)(6), no person shall supply, sell, offer for sale, manufacture,
~blend, or repackagé, for use within the District, any architectural coating listed
in the Table of Standards which contains VOC (excluding any colorant added-
to tint bases) in excess 0f" the corresponding-VOC limit specified in the table,
after the effective date specified, and no person shall apply or solicit the
application of any architectural coating within the District that exceeds the -
VOC limit as specified in this paragraph. No person shall apply or solicit the
application within the District of any industrial maintenance coatings, except
anti-graffiti coatings, for residential use or for use in areas such as office space
and-meeting rooms of industrial,  commercial or institutional facilities not
exposed to such extreme environmental conditions described in the definition
of industrial maintenance coatings, or of any rust-preventative coating for
industrial use, unless such a rust preventative coating ‘complies with the
Industrial Maintenance Coating VOC limit specified in the Table of Standards.
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FACILITY PERMIT TO OPERATE
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"APPENDIX B: RULE EMISSION LIMITS
[RULE 1113 7-13-2007]

TABLE OF STANDARDS
VOC LIMITS

Grams of VOC Per Liter of Coating,
Less Water and Less Exempt Compounds

| Bond Breakers 350 . ) _
.| Clear Wood Finishes 350 ‘ 275
Varnish = 350 1 275
" Sanding Sealers ' © 350 e ' 275
Lacquer : 680 550 | 275 |
Clear Brushing Lacquer 680 275 __
-Concrete-Curing Compounds 330 ‘ L 100
‘| Concrete-Curing Compounds |~ 350 ‘

. For Roadways and Bridges** 1
Dry-Fog Coatings 400 o . 150
Fire-Proofing Exterior Coatings | 450 | 350 '

Fire-Retardant Coatings™**. 5
Clear 650
Pigmented . 330
| Flats : 230 100 o ‘ ‘ 50
{ Floor Coatings | a0 100 50
Graphic Arts (Sign) Coatings 500 , -
Industrial Maintenance (IM) 420 B o | 100
Coatings : ' :
- High Temperature IM- 40
Coatings “ ' |
Zinc-Rich IM Primers. 420 340 N 100
Japans/Faux Finishing Coatings 700 350
~ | Magnesite Cement Coatings 600 450
Mastic Coatings. ' | 300
Metallic Pigmented Coatings 500 -
Multi-Color Coatings' | 420 250 _
Non{lat Coatings 250 150 150
Nonflat High Gloss 1250 150 ] RS
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APPENDIX B: RULE EMISSION LIMITS
[RULE 1113 7-13-2007]

Pigmented Lacquer . 680 550 : ¢275
Pre-Treatment Wash Primers R0 420
Primers, Sealers, and © 350 {200 100
Undercoaters :
Quick-Dry Enamels 400 250 - 150 |~ 50
| Quick-Dry Primers, Sealers, and | 350 200 100
Undercoaters ‘
Recycled Coatings ‘ 250
Roof Coatings ' 300 | 250 S
Roof Coatings, Aluminum 500 100
"' Roof Primers, Bituminous 350 350 .
Rust Preventative Coatings 420 400 100
| Shellac '
Clear 730
Pigmented - 350 7
Specialty Primers , 350 250 | 100
Stains - 350 250 100
Stains, Interior 250
| Swimming Pool Coatings .
Repair . 650 : 340
Other . 340 _
Traffic Coatings 250 150 ; 100
| Watcrproofing Scalcrs . 400 250 100
| Waterproofing ' 400 | 100
~Concrete/Masonry Sealers ]
Wood Prescrvatives , )
| Below-Ground . . 350
Other " 350 - 7
* The specificd limits remain in effect unless revised limits arc listed in subsequent columns in the Table of

Standards.

** Docs not include compounds used for curbs and gutters, sidewatks, islands, driveways and other-
miscellancous concrete arcas.

##*  The Firc-Retardant Coating category will be eliminated on January 1, 2007 and subsumed by the
coating category for which they are formulated. )
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APPENDIX B: RULE EMISSION LIMITS
[RULE 1113 7-13-2007]

TABLE OF STANDARDS (cont.)
VOC LIMITS

Grams of VOC Per Liter of Material

COATING Limit
Low-Solids Coating. - 120
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS
[RULE 1140 8-2-1985]

(1) The operator shall not, if he complies with an applicable performance standard
in"-section (b)(4) of Rule 1140, discharge into the .atmosphere from any
abrasive blasting any air contaminant for a period-or periods aggregating more
than three minutes in any one hour which is:

(A)  As dark or darker in shade as that designated as No. 2 on the

' Ringelmann Chart, as published by the United States Bureau of Mines,
or ; ' _

(B)  Of such opacity as to obs_cdre an observer's view to a degree‘ equal to
or greater than does smoke described in (1)(A).

(2) The operator shall not, if he is not complying with an applicable performance
standard in section (b)(4) of Rule 1140, discharge into the atmosphere from
any abrasive blasting any air contaminant for a period or periods aggregating
more than three minutes in any one hour which 1s; .

(A)  As dark or darker in shade as that designated as No. 1 on the
Ringelmann Chart, as published by the United States Bureau of Mines,
or | o '

(B)  Of such opacity as 1o obscure an observer's view to a dégree equal to
or greater than does smoke described in 2)A). '
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LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS

[RULE 1171 11-7-2003}

(D) Solvent Requirements

- A person shall not use a solvent to perform solvent cleaning operations unless the

solvent complies with the applicable requirements set forth below:

(A) Product Cleaning During Manufacturing Process Or Surface
. Preparation For Coating, Adhesive, Or Ink Application
(i General 25
: o (0.21)
(i) Electrical Apparatus Components & Electronic 500
Components ' _ (4.2)
 (ii1) Medical Devices & Pharmaceuticals 800
_ 6.7)
(B) Repair and Maintenance.Cleanihg
(1) General 25
' (0.21)
(i1) Electrical Ap;ﬂaratus Components & 200
Electronic Components - (7.5)
(i) Medical Devices & Pharmaceuticals
: (A) Tools, Equipment, & Machinery 800
. : - {6.7)
(B) General Work Surfaces 600
R (5.0)
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APPENDIX B: RULE EMISSION LIMITS
- [RULE 1171 11-7-2003]

(C) Cleaning of Coatings or Adhesi\;'es Application _ - 550
Equipment ' _ ' ‘

D) Cleaning of Ink Application Equipment

(i) General ' 7 N R
- S (0.21)
- (ii) Flexographic Printing 25
| (021
(iii) Gravure Printing | |
{A) Publication 750
o | - (6.3)
(B) ‘Packaging - o ' ’ 25
: | ' (0.21)
(iv) Lithographié or Letter Press Printing
(A) Roller Wash — Step 1 : 600
| , (5.0)
(B) Roller Wash-Step 2, ‘ © 80O
Blanket Wash, & On-Press Components (6.7)
(&) Removable Press Components : 25
: | (0.21)
(v) Screen Printing ' 750
o (6.3)
(vi) Ultraviolet Ink/ Electron Beam Ink 800

Application Equipment (except screen printing) ' (6.7)
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APPENDIX B: RULE EMISSION LIMITS
[RULE 1171 11-7-2003]

-(vii) Specialty Flexographic Printing i 600
_ : (5.0)
(E) Cleaning of Po'ly'ester Resin Application Equipment o | 25
: ' - | (0.21)




FACILITY PERMIT TO OPERATE

Appendix B Page 12
Facility L.D.#: 800075
Revision #: DRAFT

+ Date: June 10, 2008

LA CITY, DWP SCATTERGOOD GENERATING STN

- APPENDIX B: RULE EMISSION LIMITS

[RULE 1171 7-14-2006]

(1) Solvent Requirements

A person shall not use a solvent to perform solvent cleaning operations unless the

solvent complies with the applicable requirements set forth below:

(A) Product Cleaning During

Manufacturing Process Or Surface
-Preparation For Coating, Adhesive

k]

Components

Or Ink Application’
(1) General 25
' (0.21)
(ii) Electrical Apparatus 100
Components & Electronic (0.83)
Components .
(iii) Medical Devices & 800
___ Pharmaceuticals {6.7)
(B) Repair and Maintenance Cleaning
(1) General 25
(0.21)
(i) Electrical Apparatus 100
Components & Electronic (0.83)
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FACILITY PERMIT TO OPERATE
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APPENDIX B: RULE EMISSION LIMITS
[RULE 1171 7-14- 2006]

() Medlcal Dev1ces &
Pharmaceuticals

(A) . Tools, Equipment, & 800
Machinery (6.7)
(B)  General Work Surfaces 600
| )
" (C) Cleaning of Coatings or Adhesives - 25
Application Equipment (0.21) .
(D) Cleaning of Ink Appllcatlon a '
_ Equipment
(i) General o 25
] _ (0.21)
(i) Fleéxographic Printingl 25
©21)
_ (u1) Gravure Printing
(A) Publication 100
. L (0.83)
. (B)  Packaging 25
(0.21)

(1v) Lithographic (Of‘fset) or Letter Press
Printing
(A) Roller Wash, Blanket Wash,
& On-Press Components _
“ " (I) Newsprint 100
(0.83)
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APPENDIX B: RULE EMISSION LIMITS

[RULE 1171 7-14-2006]

(H) Other Substrates

(B) Removable Press Components

(v) Screen Printing

(vi) Ultraviolet Ink/ Electron Beam Ink
Application Equipment. (except
screen printing)

(vii) Specialty Flexographic Printing 100
| : (0.83)
(E) Cléaning of Polyester Resin Application 02251
~_Equipment - : (0.21)

* The specified limits remain in effect unless revised limits are listed in subsequent

columns.
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The dperator shall not discharge into the atmosphere from this equipment, particulate

matter in excess of the concentration at standard conditions, shown in Table 404(a).

Where the volume discharged is between figures listed in the Table, the exact

concentration permitted to be discharged shall be determined by linear interpolation.

For the purposes of this rule, emissions shall be averaged over one compléte cycle of

operation or one hour, whichever is the lesser time period.

TABLE 404(a)

Maximum Concentration |

Maximum Concentration

) 7 of Particulate ‘ _ of Particulate Matter

Volume Discharged Matter” Allowed in Volume Discharged Allowed in Discharged

- Calculated as Dry Discharged Gas Calculated as Dry Gas | Gas Calculated as Dry Gas

Gas . Calculated as Dry- - At Standard Conditions at
At Standard Gas at Standard Standard Conditions
Conditions Conditions
Cubic Cubic | Milligrams | Grains per Cubic Cubic Milligrams | Grains per
meters feet per Cubic Foot meters  feet per Cubic
Per . Per Cubic ' Per Minute | ' Per Cubic Meter Foot
Minute | Minute Meter Minute : 3
25 or 883 450 0.196 900 31780 118 -0.0515
"~ less or |
: less _

- 30 | 1059 420 183 ~ 1000 35310 113 0493
35 1236 397 A73 - 1100 - 38850 109 0476
40 - 1413 377 165 1200 42380 ° 106 0463

45 1589 361 - 158" 1300 45910 102 0445
50 1766 347 152 - 1400 4944Q 100 0437
60 2119 324 141 1500 | 52970 97 0424
70 . | 2472 . 306 134 1750 61800 92 0402
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Volume Discharged
Calculated as Dry

APPENDIX B: RULE EMISSION LIMITS |
- [RULE 404 2-7-1986]

Maximum Concentration
of Particulate
Matter” Allowed in
Discharged Gas

Volume Discharged
Calculated as Dry Gas

800075
DRAFT
Date: June 10, 2008

Maximum Concentration
of Particulate Matter
Allowed in Discharged
Gas Calculated as Dry Gas

Gas © Caleulated as Dry _ At Standard Conditions |- at
. At Standard Gas at Standard Standard Conditions
" Conditions _ Conditions .
~ Cubic ‘Cubi¢ | Milligrams | Grains per Cubic Cubic Milligrams | Grains per
meters feet per Cubic Foot meters feet per Cubic
Per Per Cubic Per Minute Per Cubic Meter Foot
"Minute | Minute Meter Minute 5
80. .| 2825 ‘29i 127 2000 70630 87 - 0380
.90 . | 3178 279 122 - 2250 79460 83 0362
100. 3531 267 117 2500. 88290 80 0349
1125 4414 246 107 3000 | 105900 75 0327
150 5297 . 230 100 4000 141300 67 .0293
175 6180 217 0947 5000 f 176600 62 0271
200 7063 206 .0900 . 6000 | 211900 . 58 :0253,‘
,250 . 8829 190 0830 8000 282500 52 0227
300 10590 177 0773 10000 | 353100 48 .02&0
350 12360 167 0730 - 15000 529700 41 - 0179
400 14130 159 0694 20000 706300 37 0162
450 | 15890 152 0664 25000 382900 34 0148
500 - i7660 146 0637 30000 1059000 32 0140
600 21190 137 0598 40000~ | 14130600 28 0122 -,
700 24720 1129 0563 | 50000 | 1766000 26 0114
800 | 28250 123 0537 70000 2472000 23 0100 -
’ Oor more Or more
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APPENDIX B: RULE EMISSION LIMITS
[RULE 405 2-7-1986]

The operator shall not discharge into the atmosphere from this equipment, solid
particulate matter including lead and lead compounds in excess of the rate shown in
Table 405(a). ‘ '

‘Where the process weight per hour is between figures listed in the table, the exact

" weight of permitted discharge shall be determined by linear interpolation.

For the purposes of this rule, emissions shall be averaged over one complete cycle of

operation or one hour, whichever is the lesser time period.

TABLE 405(2)

Maximum Discharge R Maximum Discharge Rate
"~ Rate - | . - Allowed for Solid
. ‘ . Allowed for Solid : ~ Particulate Matter
Process Weight =~ |  Particulate Matter ~ Process Weight - (Aggregate Discharged
Per Hour ' (Aggregate Discharged Per Hour From All points of
' From All Points of : o Process
: _ _ Process ’ ‘ .-
Kilograms | Pounds [ Kilograms | Pounds | Kilograms | Pounds Kilograms Pounds
Per Hour | Per Hour | Per Hour | Per Hour | Per Hour | Per Hour | ' Per Hour Per Hour
100 or 220 or - 0.450 0.99 - 9000 19840 5.308 11.7
' less | less : _ , S ' .
150 331 " 0.585 1.29 | 10000 22050 5.440 12.0
200 - 44] 0703 155 | 12500 27560 5732 12.6
© 250 551 0.804 | 1.77 | 15000 . 33070 5982 13.2
300 661 0.897 1.98 17500 - 38580 . 6.202 13.7
350 772 - 0.983 2.17 | 20000 44090 | 6399 14.1
400 . 882 1.063 234 25000 55120 | * 6.743 14.9
450 992 1138 °| 251 | 30000 66140 | = 7.037 15.5
500 1102 1.209 - 2.67 35000 77160 7.296 - 161
600 1323 1.340 295 | 40000 88180 7,527 166
700 1543 . 1.461 . 322 45000 - 99210 7738 17.1
800 1764 ‘ 1.573 3.47 50000 - 110200 7931 17.5
900 11984 1.678 - 370 ] 60000 132300 8277 |- 182~
1000 2205 L7770 392 70000 154300 8.582° 18.9
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APPENDIX B: RULE EMISSION LIMITS
[RULE 405 2-7-1986]

Maximum Discharge

Maximum Discharge Rate

Rate Allowed for Solid
Allowed for Solid - Particulate Matter
Process Weight Particulate Matter Process Weight (Aggregate Discharged
. Per Hour | (Aggregate Discharged Per Hour From All peints of
From All Points of | Process
Process
Kilograms | Pounds | Kilograms | Pounds | Kilograms |  Pounds Kilograms Pounds
Per Hour | Per Hour | Per Hour | Per Hour | Per Hour | Per Hour Per Hour Per Hour
1250 2756 2.003 442 | 80000 176400 8854 19.5
1500 3307 2.206 4.86 90000 © 198400 9.102 201
1750 3858 2.392 527 100000 220500 9320 206
| 2000 4409 2.563 5.65 125000 275600 9.830 217
2250 4960 2.723 6.00 150000 330700 10.26 22.6
| 2300 5512 2874 634 | 175000 385800 10.64 .235
2750 6063 3.016 6.65 200000 440900 10,97 242
3000 6614 3.151 6.95 | 225000 496000 11.28 © 249
3250 7165 3.280 7.23 250000 551200 | 11.56 255
3600 7716 3.404 7.50 275000 606300 - - 11.82 20.1
4000 38138 3.637 3.02 300000 661400 12.07 26.6
4500 1 9921 3.855 8.50 325000 716500 12.30 271
5000 11020' 4.059 895 350000 771600 12.51 27.6
6000 13230 4.434 978 400000 881800 12.91 28.5
7000 15430 4.775 10.5 | 450000 992100 13.27 293
-8000 17640 5089 11.2 500000 1102000 13.60 30.0
: ormore . | or more
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Facility LD.#: 800075
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS
[40CFR 72 - Acid Rain Provisions 11-24-1997]

1. A Title V permit revision is not required‘ for emission increases that are authorized by
allowances acquired under the Acid Rain Program, provided that the increases do not
trigger a Title, V permit revision under any other applicable requirement. [70.6

()]

Monitoring Requirements

2.©  The owners and operators and, to the extent apphcable the designated representative
of each affected source and each affected unit at the source shall comply with the
monitoring requirements as provided in 40 CFR Parts 74, 75, and 76. [40 CFR
72.50, 72.31, 72.9(b)(1)]

3. " The emissions measurements recorded and reported in accordance with 40 CFR Part
75 shall be used to determine compliance by the unit with the acid rain emissions.

. limitations and emissions reduction requirements for sulfur dioxide (SO,) under the
Acid Rain Program. [40 CFR 72.9(b)(2), 40 CFR 75.2]

4. The requirements of 40 CFR Parts 74 and 75 shall not affect the responsibility of the
operator to.-monitor emissions of other pollutants or other emissions characteristics at

the unit under other applicable requirements and other provisions of this perrnlt
[40 CFR 72.9(b)(3), 40 CFR 72.5]

Sulfur Dioxide Requirements
5. The owners and operators of each source and each affected unit at the source shall:-

(A) Hold allowances, as of the allowance transfer deadline, in the unit's compliance

subaccount (after deductions under 40 CFR Part 73, Section 73.34(C)) not less than
the total annual emissions of SO, for the previous calendar year from the unit; and,
[40 CFR 72:9(c)(i)], :

(B) Comply with the applicable acid rain emissions limitations for S0O,.[40 CFR
72.9(c)(i1)]

6. Each ton of SO, emitted in excess of the acid rain emissions limitations for sulfur

dioxide shall constitute a separate violation of the Act. [40 CFR 72.9(g)(7)]

7. SO, allowancesrshall be held in, deducted from, or transferred among allowance
tracking system accounts in accordance with the Acid Rain Program. [40 CFR
72.9(g)(4)] '



10.
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FACILITY PERMIT TO OPERATE
LA CITY, DWP SCATTERGOOD GENERATING STN

APPENDIX B: RULE EMISSION LIMITS
[40CFR 72 - Acid Rain Provisions 11-24-1997]

A SO, allowance shall not be deducted in order to comply with the requirements

under paragraph 41(A) of the SO, requirements prior to the calendar year for which

the allowance was allocated. [40 CFR 72,9(g)(5)]

An affected unit shall be subject to the SO, requirements under the Acid Rain
Program as follows:[40 CFR 72.6(a)]

(A) Starting January 1, 2000, an affected unit under 40 CFR Part 72 Section
72. 6(a)(2) or [40 CFR 72 6(a)(2)]

B) Startmg on the later of January 1, 2000 or the deadline for monitor certification
under 40 CFR Part 75, an affected unit under 40 CFR Part 72, Section 72. 6(a)(3).
[40CFR 72. 6(a)(3)]

. An allowance allocated by the EPA administrator under the Acid Rain Program is a

limited authorization to emit SO, in accordance with the Acid Rain Program. No
provision of the Acid Rain Program, the acid rain permit application, the acid rain
permit, or the written exemption under 40 CFR Part 72, Sections 72.7, 72.8, or :
72.14, and no provision of law shall be construed to limit the authority of the United
States to terminate or limit such authorization. [40 CFR 72.9 (c)(6)}

An allowance allocated by the EPA Administrator under the Acid Rain Program does
not constitute a property right. [40 CFR 72, 9(0)(7)

Excess Emissions Requirements

12.

13.

The designated representative of an affected unit that has excess emissions in any
calendar year shall submit a proposed offset plan, as required under 40 CFR Part 77.

‘[40 CFR 72.9(e)]

k]

The owners and operators of an affected unit that has excess emissions in any'
calendar year shall: [40 CFR 72.9(e)(2)]

(A) Pay without demand the penalty required, and pay upon demand the interest on
that penalty, as required by 40 CFR Part 77; and[40 CFR 72.9(8)(2)(i)]

. (B) Comply with the terms of an approved offset plan as required by 40 CFR Part

77. [40 CFR 72, 9(6)(2)(11)]
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"FACILITY PERMIT TO OPERATE
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~ APPENDIX B: RULE EMISSION LIMITS
[40CFR 72 - Acid Rain Provisions 11-24-1997)

Recordkeeping and Reportmg Requlrements

14.

15,

Unless otherwise provided, the ‘owners and operators of the source and each affected
unit at the source that are subject to the acid rain provisions under Title TV shall keep
on site at the source each of the following documents for a period of five years from
the date the document is created. This period may be extended for cause, at any time
prior to the end of five years, in writing by the EPA Administrator or the Executlve
Officer: [40 CFR.72.9(H(1)] .

(A) The certificate of representation for the designated representative for the source

and each affected unit at the source and all documents that demonstrate the truth of
the statements in the certificate of representation, in accordance with 40 CFR 72.24;
provided that the certificate and documents shall be retained on site at the source

beyond such five year period until such documents are superseded because of the

submission of a new certificate” of representation changing the .designated
representative; [40 CFR 72. D)

(B) All emissions monitoring information, in accordance with 40 CFR Part 75; (40
CFR 72.9(H)(1)(ii)]

A (C) Copies of all reports, compliance certifications, and other submissions and all
_records made or required under the Acid Rain Program, and, [40 CFR 72.9(f)(1)(iii}]

(D) Copies of all documents used to =complete an acid rain permit application and any
other submission under the Acid Rain Program or to demonstrate compliance with the
requirements of the Acid Rain Program. [40 CFR 72.9(f)(1)(iv)]

The designated representative of an affected source and each affected unit at the
source shall submit the reports and compliance certifications required under the Acid
Rain Program, including those under 40 CFR Part 72 Subpart I and 40 CFR Part 75.
(40 CFR 72.9()(2)]

Liability

16.

Any person who knowingly violates any requirement or prohibition of the Acid Rain

‘Program, a complete acid rain permit application, an acid rain permit, or a written

exemption under 40 CFR Part 72, Sections 72.7, 72.8, or 72.14, including any
requirement for the payment of any penalty owed to the United States, shall be
subject to enforcement pursuant to Section 113(c) of the Act. [40 CFR 72.9 (g)(1)]



17.

18.

19.

20.

21,

22.
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APPENDIX B: RULE EMISSION LIMITS
[40CFR 72 - Acid Rain Provisions 11-24-1997]

Ar;y person who knowingly makes a false, material statement in any record,
submission, or report under the Acid Rain Program shall be subject to criminal
enforcement pursuant to Section 113(0) of the Act and 18 U.S.C, 1001. [40 CFR

729 ())]

No permit revision shall excuse any violation of the requirements of the Acid Rain

- Program that occurs prior to the date that the revision takes effect. [40 CFR 72.9

®0)] ‘ ’

Each affected source and each affected unit shall meet the reduirements of the Acid
Rain Program. [40 CFR 72.9 (g)(4)]

'

Any provision of the Acid Rain Program that applies to an affected sourcé (including

. a provision applicable to the desighated representative of an affected source) shall

also apply to the owners and operators of such source and of the affected units at the
source. [40 CFR 72.9 (g)(5)]

' A_ny provision of the Acid Rain Program that applies to an affected unit (including a

provision applicable to the designated representative of an affected unit) shall also
apply to the owners and oOperators of such unit. Except as.provided’under 40 CFR -
Part 72, Section 72.44 (Phase Il repowering extension plans) and 40 CFR Part 76,
Section 76.11 (NOx averaging plans), and except with regard to the requirements
applicable to units with a common stack under 40 CFR Part 75 (including 40 CFR
Part ‘75, Sections 75.16, 75.17, and 75.18), the owners and operators and the

“designated representative of one affected unit shall not be liable for any violation by

any other affected unit of which they are not owners or operators or the designated
representative and that is located at a source of which they are not owners or
operators or'the designated representative. ' [40 CFR 72.9 (g)(6)]

Each violation of a provision of 40 CFR Parts 72, 73, 74, 75, 76, 77, and 78 by an
affected source or affected unit, or by an owner or operator or designated .
representative of such source or unit, shall be a separate violation of the Act. [40

CFR 72.9 (g)(7)]

. Effect on Other Authorities

.23,

No provision of the Acid Rain Program, an acid rain permn appllcatlon an acid rain
permit, or a written exemption under 40 CFR Part 72, Sections 72.7, 72.8, or 72.14

shall be construed as: [40 CFR 72.9 (h)]
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APPENDIX B: RULE EMISSION LIMITS
[40CFR 72 - Acid Rain Provisions 11-24-1997]

(A) Except as expressly provided in Title IV of the Act; exempting or excluding the
owners and operators and, to the extent applicable, the designated representative of
an affected source or affected unit from compliance with any other provision of the
Act, including the provisions of Title 1 of the Act relating to applicable National
Ambient Air Quality Standards or state implementation'plans; [40 CFR 72.9 (h)(1)]

(B) L1m1t1ng the number of.allowances a unit can hold; prowded that the number of
. allowances held by the unit shall not affect the source's obligation to comply with any
other provisions of the Act; [40 CFR 72.9 (h}(2)]

(C) Requiring a change of any kind in any state law regulating electric utility rates -
and charges, affecting any state law regardingj such state regulation, or limiting such

state regulation, including any prudence review requlrements under such state law;
[40 CFR 72.9 (h)(3)]

(D) Modlfymg the Federal Power Act or affecting the authority of the Federal
Energy Regulatory Commission under the Federal Power Act; or, [40 CFR 72.9

(h)(4)] | >

(E) Interfering with or impairing any program for competitive bidding for power
supply in a state in which such program is estabhshed [40 CFR 72.9 (h)(5)]



: South Coast

5
R

NOTICE OF PROPOSED RENEWAL
. TITLE V PERMIT

The South Coast Air Quality Management District
(AQMD) is proposing to renew the existing Title
V permit previously issued to the facility listed
below:

' Facility Locations and Contact P'eopler

LADWP, SCATTERGOOD GENERATING STATION
12700 Vista Del Mar
- Playa Del Rey, CA 90293
Facility 1D 800075

Contact Person:

" Mark Sedlacek
Manager .
.~ Corporate Enwronmental Services
111 North Hope Street, Room 1050
- Los Angeles, CA 90012

* The facility .operates 3 steam boilers along with
- auxiliary equipment used m the production of
electrical power.

Pursuant to Title V of the federal Clean Air Act
and the AQMD Rule 3004(f), a Title. V permit
~shall expire five years from the date of issuance
unless  such permit has been renewed.

Accordingly, this facility has submitted a Title V

renewal application and requested the AQMD to
renew their Title V permits. The proposed permit
incorporates updates to the facility information

. provided in the facility's  Title. V renewal .

application -and all rules and regulations- that are
currently applicable to this facility.

<

 Air. Quality Management Dlstrlct

21865 Copley Drive, Diamond Bar, CA 91765- 4178

- The proposed permit is.available for public review

at the AQMD, 21865 Copley Dr., Diamond Bar,
CA, and at the El Segundo Public Library, 111"
West Mariposa Avenue, El Segundo, CA'90245, -
Information regarding the facility owner’s
compliance history submitted to the AQMD
pursuant to California Health & Safety Code -
Section 42336, or otherwise known to the AQMD
based on credible information, is also-available’
from the-AQMD for public review. For more
information or to review additional supporting
documents, call the AQMD's Title V hotline at -
(909) 396-3013. Written comments should be
submitted to Mr. Chris Perri, Air Quality Engineer,
21865 Copley Drive, Diamond Bar, CA 91765-
4178, Comments must be received by July 17,
2008. The AQMD will consider all public
comments and may revise the Title V permit in
accordance with AQMD rules and regulations. .

The public may request the AQMD to conduct a
public hearing on the proposed . permit by
submitting & Hearing Request Form (Form 500-G)
to Chris Perri at the above AQMD-address. The
AQMD will hold a public hearing if there is
evidence that the proposed permit is not correct or
is not adequate to -ensure compliance with
regulatory requirements, and a hearing will likely
provide additional information that will affect the
drafting and/or issuance of the permit. Public .

hearing request forms and the schedule of public . -

hearings may be obtained from the AQMD by
calling the Title V hotline at (909) 396-3013, or

-from the Internet at- http://'www.agmd.gov/titlev.

Requests for public hearings are due by July 2,
2008. A copy of the hearing request must also be

-sent by first ¢lass mail to the appropriate. fa0111ty

contact person listed above.
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South Coast Air Quality Management District

Statement of Basis

Proposed Title V Renewal Permit

Facility Name: LADWP, Scattergood Generating Station
Facility ID: 800075 ‘
SI1C Code: 4940
Equipment Location: 12700 Vista Del Mar )
Playa Del Rey, CA 90293
Application #(s): 421797
Application Submittal Date(s): 10/30/03
Permit Revision #: _ varies depending on the section
Revision Date: ]
Permit Section(s) Affected: All sections (A-K, plus Appendices A and B)
AQMD Contact Person: Chris Perri, Air Quality Engineer
Phone Number: (909) 396-2696
E-Mail Address: cperri@aqgmd.gov
1. Introduction and Scope of Permit

Title V is a national operating permit program for air pollution sources. Facilities subject to Title
V must obtain a Title V permit and comply with specific Title V procedures to modify the
~permit. Title V permits are issued in 5 year terms, after which the facility must apply to have the
permit renewed. The Title V permit for this facility expired on August 18, 2004. The facility has
submitted the necessary information to renew their permit and has satisfied the requirements to
obtain an application shield, which allows the continued operation of the facility under the terms
and conditions of the existing permit until the permit renewal is approved.

The AQMD implements Title V through Regulation XXX — Title V Permits, adopted by the
AQMD Governing Board in order to comply with EPA’s requirement that local air permitting
authorities develop a Title V program. Regulation XXX was developed with the participation of
the public and affected facilities through a series of public workshops, working group meetings,
public hearings and other meetings.

The Title V major source threshold for a particular pollutant depends on the attainment status of
the pollutant. NO,, SO», and lead are in attainment with federal standards. The status of CO has
also recently been changed to attainment. The status for PM-10 is serious nonattainment. The
status for ozone is currently extreme nonattainment. For the South Coast Air Basin (SOCAB) the
threshold levels are as follows:



PM-10 | 70

Single HAP _ 10

Combination of HAPS 25

A Title V permit is proposed to be 1ssued to cover the operations of LADWP, Scattergood
Generating Station located at 12700 Vista Del Mar, Playa Del Rey. This facility is subject to
Title V requirements because it is a major source of one or more criteria pollutants.

2. Facility Description

This is an existing facility that is in the business of producing electrical power for the City of Los
Angeles and the State of California. This facility operates 3 utility boiler steam turbine
generators which fire on pipeline natural gas and digester gas from the Hyperion Treatment
Plant. Total facility generating capacity is about 820 MWs. The boilers are equipped with SCRs
for NOx control and are limited to 5 ppm NOx based on a 720 hour average. There 1s also a 700
hp emergency diesel generator, three 30,000 gallon aqueous ammonia storage tanks, and various
other auxiliary equipment on site. '

3. Construction and Permitting History

The facility was constructed in the 1950’s. Since then, the boiler permits have been modified to
install Urea Injection Systems (which were later removed in 1996), and allow the firing of
digester gas (1997). An initial Title V permit was issued to the facility on August 19, 1999, The
boilers were later retrofit with SCRs in 2001, and the BARCT emission limits were added in
2004.

4. Regulatory Applicability Determinations

Applicable legal requirements for this facility are required to be identified in the Title V permit
(for example, Section D, E, and H of the proposed Title V permit). Detailed discussions of the
applicability determinations (i.e., determinations made by the District with respect to what legal
requirements apply to a specific ptece of equipment, process, or operation) can be found in the
Engineering Evaluations. The major regulatory requirements for the facility are summarized as
follows: :

Boilers

401 — Visible Emissions

402 — Nuisance . '
407 — Liquid and Gaseous Air Contaminants (CC and SO2}
409 - Combustion Contaminants (PM emissions)

431.1 - Sulfur Content of Gaseous Fuel (SOx)

431.2 — Sulfur Content of Liquid Fuel (SOx)



2012 — NOx RECLAIM (monitoring, recordkeeping and reporting of NOx)

Rule 2009 — BARCT (NOx)

Regulation XXX — Title V

40CFR Part 72 — Acid Rain (SO2)

There are no New Source Performance Standards that apply to the boilers.

This facility is not subject to any MACT standards because the emissions of hazardous air
pollutants are below the major source thresholds of 10 tpy for any single HAP and 25 tpy
combined HAPs.

Compliance Assurance Monitoring {CAM) requirements of 40 CFR Part 64 do not apply to the
boilers at this facility because they employ continuous emissions monitors for NOx emissions
[exempt by continuous compliance determination of section 64.2(b)(vi}]. There is no control
equipment for CO, PM, or SOx.

BACT limits apply for NH3 emissions.

Emergency Engine

401 ~ Visible Emissions

402 - Nuisance

431.2 — Sulfur Content of Liquid Fuels (SOx)

Rule 1470 — Air Toxic Control Measure (PM10)

2012 — NOx RECLAIM (monitoring, recordkeeping and reporting of NOx)
Regulation XXX — Title V

5. Monitoring and Operational Requirements

Applicable monitoring and operational requirements for the facility are identified in the Title V
permit (for example, Section D, F, and J and Appendix B of the proposed Title V permit).
Detailed discussion of any applicable monitoring and operational requirements can be found in
the Engineering Evaluations.

Under Reclaim the boilers are required to maintain a CEMS for NOx emissions, and report daily
mass emissions to AQMD through the RTU. As part of the CEMS, the boilers are also required
to be equipped with O2 monitors and fuel flow meters. The facility 1s required under Reclaim to
submit monthly, quarterly, and annual NOx emissions reports.

6. Permit Features

Permit Shield

A permit shield is an optional part of a Title V permit that gives the facility explicit protection
from requircments that may be incorrectly specified in the permit. A permit shield is a provision
in a permit that states that compliance with the conditions contained in the permit shall be
deemed compliance with all identified regulatory requirements. To incorporate a permit shield
into the Title V permit involves submission of applications for change of conditions for each
equipment affected by the permit shield. Permit shields are addressed in Rule 3004 (c).- This
facility has not applied for a permit shield.

LS ]



Streamlining Requ:rements

. Some emission units may be subject to multiple requirements which are closely related or -

~ redundant. The conditions may be streamlined to simplify the permit conditions and comphance. .
.Emission limits, work practice standards, and monitoring, recordkeeping, and reporting

requirements may be streamlined. 'Compliance with a streamlined condition will be deemed

- compliance with the underlying requirements whether or not the emission unit is actually in

compliance with the specific underlymg requiremént. This facility has not applied for any

‘streamlined conditions.

7. Summary of Emissions and Health Risks

‘ Criteria Pollutant Emissions (tons/year)
Annual Reported Emissions for Reporting Period 2003-04

Pollutant Emissions (tons/year)
NOx . 56 '
co 429
vOC 88 .

PM 92 .
SOx 9

Toxic Air Coﬁtaminants Emissions (TAC)
Annual Reported Emissions for Reporting Period 2003/2004

: _,The Followmg TACs Were Reported Emlssmns (Ibs/yr)

| Asbestos - 0.011
Benzene 41.8
1,3-Butadiene - 0.054
Cadmium 0.00018
Fofmaldehyde 885
Hexavalent Chrome 0.000012
Inorganic A_rsenie 0.000192
Lead 0.000996
Methylene Chlorlde - 40.1
Nickel 0.000567
Perchloroethylene - 492
Polynuclear aromatic hydroca.rbons (PAHS) 0.8
Tr}chloroethylene ' 17.5
Ammonia 207,034

Health Risk from Toxic Air Contaminants

The facility is subject to review by the Air Toxics Information and Assessment Act (AB2588).
The Final Facility Health Risk was approved on 4/27/00 with the following risk factors:

£




Cancer Risk - ~ 0.03inone million |

Acute'Hazard Index 0.0

-Chronic Hazard Index 0.0

8. .- Compliance History

As noted, the facility has been in constant operation since the 1930’s. The facility has been
subject to both self-reporting requirements and AQMD inspections. - The facility has had 0
citizen complaints filed, 3 Notices to Comply issued, and 3 Notlces of Violation issued in the last
two calendar years.

9. Compliahce Certification

By virtue of the Title V permit appllcatlon and renewal of this perm1t the reportmg frequency
for compliance certxﬁcatlon for the facility shall be annual. i

10.  Comments

~ There are.no comments at this time.



% . ) ) o ) Mail Application To:
l@ South Coast Air Quality Management District . P.0O. Box 4944

a4 Form 500-A2 Diamond Bar, CA 91765
l#@ TITLE V Application Certification } Tel: (309) 396-3385
www.aqmd.gov
Section | - Facility Information
1. Permit to be issued to {Business name of operater to appear on permith: 2. Valid AQMD Facility D ;(Availabla on Permit or Invoice
Issued by AQMOD}):
LA City, DWP Scattergood Generating Station 800075

a. (§ Title V Application {tnitial, Revision or Renewal)
3. This Certification is . .
submitted with a (Check one}: b. (O Supplement/Comection to a Title V Application
¢. () MACT Pan 2

4. s Form 500-C2 included with this Certification? CiYes (5 No

Section Il - Responsible Official Certification Statement

| certify under penalty of law that | am the responélble ofﬁmal for this facility as defined |n AQMD Regulation XXX and that based on
informaticn and belief formed after reasonable inguiry, the statements and information in this document and in all attached application
forms and other materials are true, accurate, and complete.

Read each statement carefully and check each that applies - You must check 3a or 3b.
1. For Initial, Permit Renewal, and Administrative Application Certifications:

a. ® The facility, including equipment that are exempt from written permit per Rule 219, is currently operating and will continue to
operate in compliance with all applicable requirement(s) identif ed in Section [l and Section /Il of Form 500-C1,

i. (& except for those requirements that do not specifically pertalq to such devices or equipment and that have been
identified as “Remove” on Section H} of Form 500-C1.

i. ¢ except for those devices or equipment that have been identified on the completed and attached Form 500-C2 that will
not be operating in compliance with the specified applicable requirement(s).

b. & The facility, including equipment that are exempt from written permit per Rule 219, will meet in a timely manner, all applicable
requirements with future effective dates.
2. For Permit Revision Application Certifications: ‘
a. O The equipment or devices to which this permit revision applies, will in a timely manner comply with all- applicable requirements
identified in Section I and Section Il of Form 500-C1.
3. For MACT Hammer Centifications:

a. (O The facility is subject to Section 112(j) of the Clean Air Act (Subpart B of 40 CFR part 63), also known as the MACT “hammer.”
The following information is submitted with a Title V application to comply with the Part 1 requirements of Section 112(j). (I
Part 2 has not been submitted, you must submit 500-MACT Part 2 with this form.)

b. & The facility is not subject to Section 112(j) of the Clean Air Act (Subpart B of 40 CFR part 63).

A S —— T/as /0y

T Signature of Responsible Official Date
Aram H. Benyamin (213) 367-4435

. Type or Print Name of Responsible Official ' Phone

. . . : 4 p
Acting Senior Assislant General Manager - Power Ssystem (213) 367-0313
Title of Responsible Official Fax

111 N. Hope Street, Room 921 Los Angeles CA 90012
Address of Responsible Official . City State Zip Code

Acid Rain Facilities Only: Turn page over & complete Section Ill

© South Coast Alr Quality Management District, Form 500-A2 (2006.02)



LY

Acid Rain facilities must certify their compliance status of the devices subject to applicable requirements under
Title IV by an individual who meets the definition of Designated (or Alternate) Representative in 40 CFR Part 72.

_Section lll - Designated Representative Certification Statement

1. For Acid Rain Facilities Only: | am authorized to make this submission on behalf of the owners and operators of the affécted source
or affected units for which the submission is made. | certify under penalty of law that | have personally examined, and am familiar
with, the statements and information submitted in this document and all its attachments. Based on my inquiry of those individuals
with primary responsibility for obtaining the information, | certify that the statements and information are to the best of my knowledge
and belief true, accurate, and complete. | am aware that there are significant penalties for submilting false statements and
information or omitting required statements and information, including the possibility of fine or imprisonment.

A Atk : £/ eE

-Signature of Designated Representative or Alternate ’ Date
Mark J. Sedlacek (213) 367-0403
Type or Print Name of Designated Representative or Alternate Phone ’
Director of Envircnmental Services (213} 367-4710
Title of Designated Representative or Allernate Fax
111 N. Hope Street, Room 1050 Los Angeles . CA a0012
Address of Designated Representative or Altemate City State Zip Code
‘
~
~

© South Ceast Ar Quality Management District, Form 500-A2 (2006.02) Page 2 0f 2
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Complete thlS SeCtIOI’l nly if there isa spemﬁc reqmrement (1 e, rule reference test method or MRR requ1remem) that is:
1. Listed for a specific type of equipment or process in Sectlon IT of this form & DOES NOT pertain-to a specific
device at-your facility¥; OR,

2. Is NOT Listed for a specific type of equipment or process in Seetlon II of this form but it IS applicable to a specific
device at your fac1]|ty

NOTES
1. Forany spemﬁc requirement, test method, or MRR requirement that is 1dentlﬁed as “Remove,” attach addmonal
‘ sheets to explain the reasons why the specific requirement does not pertain to the device listed.
2. Aliboxes that are checked in Section IT and any additional requirements identified in this section as “Add” will be
used to determine the facility’s comphance status. This information will be used to verify the certification statements
made on Form 500-A2.

3. Do not use this section to identify equipment that is exempt from specific rule requirements. Your equipment is
automatically considered to be in compllance with the rule that specifically exempts the equipment from those
requirements. .

4. Listing any requirement that does not apply to a specific piece of equlpment in this section will not provide the

facility with a permit shield unless one is specifically requested by completmg Form 500-I> and approved by the
AQMD. .

{ * If this section is completed as part of the initial Title V application & there is no.device number assigned, refer to the
existing permit or application number in this column.

DNevi:e Re?]ﬁ::;rl:lcent 1;\:“‘:0(\1:3)((12') Test Method Ii\:nllio(\i)((g) R MRR . ﬁedn?o(\‘:)((l){)‘
0. {(Rule Number & Date) {Check one) {Chock one) equirement {Check one)
LA [r JA [Or C1A R
| [Ja Ok Oa R Ja[r
A IR A TR [JA[R
A LR A Ok ClaOr-
Ca [r Ola R A Or
CJa CIR Ca CIR [Ja OOR
OA R A OR OaOr
LA R Ca Ok OaOr-
LA IR []JA R AR
(A [Or Oa R OATIR
. L 1A R AR
CJA R OJa Or “TIA R
A (IR [Ja [OR . OaORr
A [r A (R OaOr
[Ja R (A R CJAa R
CJa ORr ’ Oa OrR (1A Or
CJa R A [Ir [1a[r
. (Ja [OR CJa [Or OJar
Oa OR [Ja OR ‘dalir
[]a (IR A R [JAa R
L1a [Ir [1a [IrR [Ja [Ir
AQMD Form 500;C1 Page 15 of 15 Rev. 05/05



Section TV SIPIApprovédiRiles P hatAre Not The Most: CitiF et AQMD;Riileés

Check off each SIP-Approved Rule as it applies to the facility. Use the blanks at the end of this form to fill-in new items.

Adoption/ Chock (v |- Adoption/ Check (¢
SIP-Approved Rule Ami;ﬁ];em if :;pl(ies) SIP-Approved Rule Am‘;;ﬁ':em if :;pl(ies) .
[ 218 08/07/81 ] 11462 01/09/98 ]
401 03/02/84 54 1162 T 11/17/00 1
403 12/11/98 ] | 1166 07/14/95 []
- 403.1 01/15/93 [] 1168 10/03/03 X
4312 05/04/90 O 7 1 11/07/03 i
463 03/11/94 L] 1173 05/13/94 ]
466.1 - (05/02/80 1. [1186 09/10/99 L]
469 05/07/76 ] 2000 05/11/01 ]
475 " 10/08/76 ll 2001 05/11/01 |
1112 01/06/84 il 2002 05/11/01 ]
1113 11/08/96 X 2005 04/20/01 ]
1121 . 12/10/99 ]~ | 2007 12/05/03 e
'1122 07/11/97 [ 2010 05/11/01 ]
1132 03/05/04 ] 2011 12/05/03 ]
| 1140 02/01/80 OB | 2012 12/05/03 iad
1145 02/14/97 L] -
- i O
Ll ]
O O
[l Ll
Ll O
QMDBRHIE?—That"Are Not:SIPApproved’ (Contmued*on Folluwmg;Page)‘? R

Cheék off each AQMD Rule as it applies to the facility. Use the blanks at the. end of this form to fill-in new items.

1426

Adoption/ Adoption/
Non SIP-Approved Amendment Check (¥") Nnn SIP—Approved Amendment Check (v)
' Rule ~ ‘Date if Applies Rule . Date |- if Applies
53 Los Angeles Co. N/A [ 1170 05/06/88 ]
53 Orange Co. . - N/A N 1183 0312093 | [
53 Riverside,Co. N/A ] 1186.1 06/04/04 (]
53 San Bernardino Co. N/A ] 1191 06/16/00 ]
| 53A San Bernardino Co. N/A ] 1192 06/16/00 ]
218.1 05/14/99 ] 1193 06/06/03 []
402 05/07/76 ‘ 1194 10/20/00 ]
429 12121790 . ] 1195 04/20/01 O
430 07/12/96 ] 1196 06/04/04 1l
441 05/07/76 ] 1 1401 " 03/04/05 X
473 | 05/07/76 ] 1402 03/04/05 .
477 04/03/81 O] 1403 04/08/94 []
480 10/07/77 ] 1404 - 04/06/90 L]
1105.1 11/07/03 ] 1405 01/04/91 L]
1109 08/05/88 ] 1406 07/08/94 L
11101 N 10/04/85 X 1407 07/08/94 O]
1110.2 11/14/97 X 1411 03/01/91 ]
1116.1 10/20/78 ] 1414 . 05/03/91 ]
1118 02/13/98 ' 1415 10/14/94 1
1127 08/06/04 M 1418 09/10/99 ]
1148.1 03/05/04 ] 1420 09/11/92 []
1150 10/15/82 ] 1421 12/06/02 ]
1157 01/07/05 ] 1425 03/16/01 O]
1 1163 ] 05/02/03 ]

AQMD Form 500-C1-

06/07/85

Page 16 of 16
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Section:V:ZAQMD:RuleseThat’AreNot SIRAApprovediContinued on Following Page)

p
1469 05/02/03 ] 20091 05/11/01 ]
1469.1 03/04/05 ] 2020 05/11/01 1
1470 03/04/05 - | 2501 05/09/97 [ ]-
2009 01/07/05 [ 2506 12/10/99 ]
[ ‘ ]
L] [
U []
0 L]
L] il
[] O
AQMD Form 500-C1 Page 17 of 17 Rev. 05/05



4
i Mail Application To:
. : : B P.O. Box 4344
. - : - - Diamond Bar, CA 81765
, P : . . Tel: (309) 396-3385
>uu_.nmc._.n< U.wnm-..:_:mn.o: for Initial, —.no:mim_ m. Significant Permit HoSw.o: . www.aqmd.gov

._._gm form is required as pat of an initial, significant permit revision, or renewal Title V application. If §E Title V facility has 838_ devices in use, the CAM rule may muuz Follow the instructions on the reverse side of this form to
determine whether your facility is subject 6 CAM qmncsmaoaw . . ! -

mmﬂ_o.._ [= o>g mﬁEm mzasmq ,.o.. ma_mm_oz c_.__.m BT L A LI R U o S ¢
- - P N Lo e . - - N LY = - o o - - . S : N e
1. Permit to be issued to (Business name of operator to muva on permit): o ; ’ 2. wSp_a >o_s_u mmn___e D A><m__m_u_m on _um_.._._“» or Invoice _mmca 3_ AQMD):
LA City DWP, Scattergood Generating Station - - - - . .w. 800075 - . . : :
- - - ——— = - - i . 1 . - , . . » .
3 .mmmmn_ on.the criteria in the m_._m,:co»_.o__m {check one and attach additional pages as necessary): N ﬁ R . . - '
a [l ._._6 emission units ama_*, ed w»_os are szmn_ to the nh_s rule! and a n>g plan2 _m ‘ _u ix] ._.zma are no emission _.5_3 with control %,.._nmm m. :.__m .E_»fmn___.ﬁ:m— are mcu_mn:o the CAM E_m. B
m#mn_._& *2 each mzmﬂwn emissions unit: L L . 1 ; '
: . oot - | Connectéd to . - : fra .
ma_mmas Units - . Do . ) ' ‘Uncontrolléd Erissions - - ow_”_”ww_ Unite.” TN : r . Controlled Emissions .
Application, Pefmitor- s ..mn:i.,:wi T B e e Equipment ¢ P A .
Device No.. - . = -Description®. - N TN . .ro. [ Application, Description . . 1. | - . 4. . o
ot S e - ST -~ Pollutant PTES (tons/yedr) _Permit or S . : Pollitant  PTEs (tonsfyear) - .
s b T T PRSI P S o a7+ DéviceNo. T i e N :
. ' s ! i . .

1 For more detailed information ammasw the CAM E_m applicability, a@ to Title 40, Chapter |, Part 64, Section 64.1 oE_m Code of _umnm_mm Regulations {40 o_um Part mh_. mon_.,o: 64.1). This also can be accessed via the intefret at

i -

hitp:/lwww.access. gpo govinaralchAwaisidx_99/40cfrs4_99 him!, R m
? Only one CAM plan is required-fer a contrgl %s% that is common to mere than one mB_mma:m unit, orif an emissions unitis controlled by mare than one control device similar in design and oumaﬁ_oz [f the 8:_3_ ame._nmw are not }
similar in amm_m: and 82&5: one plan is angaa for each control device. . * . *
3 List all new and existing emission units and sm connected control devices either by AQMD application, umﬂ_; or device number. When the emission c:; is new and has not yel ammg mmm_m:mn an muu_amao: number, leave this 5 v
column blank. . ; - M C i e s .
4 Provide a brief Bc_uama description of ﬁ:m mq_am_o: units and 833_ _n_msnmm E. indicating equipment type, make, and aoam_ and serial :cawwa as mnv_.ogms L i : T o ’ - -
.% Potential to Emit \ Lo : L R : ’ . : .. S : . b

© South Coast Air Quality. Management District, Form 500-H Boom 02} R B - . C : :
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_=m=.=2_o=m3_. cmﬁm«_.:_:_:m >uu__nma__=<8 Eo o>_s_m=_m. . R .

With the exception of emission units that are acz_o_zm__< -owned backup utility power units as %mnncma by 40 CFR Part ma Section 64.2(b)(2}", the o>z_ rle is applicable to gach emission unit (existing and new construction)'at a-Title V
facility that meets ALL of the following criteria® .o

1. The emission unit is mcng to an emission limitaticn or standarc® {often found in permit conditions); . L
2. The emission unit uses & control device to achieve compliance with the emission limitation or standard; and

3. The emission unit has a potential to emit (PTE), either pre-contral or post-control depanding on the type of Tifle V application®, that exceeds mﬂ is equivalent to any 2 Title VV major source thresholds shown in the a__os.s@ table:

Lo ! B v, oy, - .. .CAM Potential to Emit (PTE) Emission Thréeshod - -~ - 7 ¢ e i
AR PR R -4 * .- Forindividual Emission Units m»mq&mf"mn__a‘ {toris uo:..mma R O
2 . : mzmaam County no;_oagammzo: Sea Air
IR T | South Caast Air-Basin {SOCAB) Basin {SSAB) and Los .p:mgmm County . mzmaam 0953. noaosago_m<m cmmm; >=mmw_:
R vo;_o: of Mojave Desert Alr Basin (MDAB): . (MDAB) - S
) A0 s | 100 -
s e . : : .
e Nox- - 1 . . 25 : - 0 "
S8 L e 100 w 100 . C00 L
N -} v , .50 100 o . . 100
B ¥ T R 70 : . . ) 0
L R T ‘ 1. 10 .1
U L aemaRs L0 % L5 5 .

“% Hazardous >= vo__csa

1 The facility must attach the documeniation required by 40 CFR Part 84, Section £4.2 {£)(2) to demonstrate that the cmn_e_u u

i

emissions, averaged over the last three om_mzamﬂ years of operation, less than 50% of the sm_.oﬁ source m:.__mma:,?mm:o_%. a3

2 Additionat information about the GAM rule can be found on EPA's website at http:/Awww.epa.goviitnemel/cam btml,
¥ Only emission limitations and mﬂmzamam from an “applicable requirement” for emission units with contral devices are subject to the CAM rule. Applicable anc_aam:a are federally-enforceable requirements Em" are rules adepted by

jlity power unit only operates during pericds of nmmxfansm:a or emergency situations; and has momcw“

'AQMD o the State that are approved by EPA into the State implementation Plan {SiP} {i.e. “SIP-approved rules”). Refer to Form 500-C1 for the fatest versions of §IP-approved and non-SIP approved rules.
For emissions units with controf devices that are subject to following federally enforceable requirements, the CAM rule does NOT apply: 1} zm_uw (40 CFR Part 60); 2} NESHAP (40 CFR Parts i

61 and 63); 3) Title Vi of the Federal Clean Air Act (CAA) for mqmam_u:m:o Ozone Protection; 4} Title [V-of the CAA and SCAQMD Regulation xxx_ for Acid Rain fa

es, §) SCAQMD

Regutation XX - RECLAIM; 6} Any emission cap thal is federally enforceable, quantifiable, and meets the requirements in 40 CFR Part 70, me_S 70.4 (b){12}, and 3 ma_mm_os limitation or
“standards for which a continucus compliance determination method is required. ,
* To calculate the pre-control device and post-conirol device PTE for emission units at the mmo__é refer to the Title V ._.mo—s_om_ Guidance Document Version 2.0, >uvm:a_x A (pages A-12 through A-23). The calculations are used to
determine the CAM applicabiiity according to 40 CFR Part 34, Section 54.5 of the CAM rule. .
¢ For initial Title V or m_m:_ﬁ icant permit revision applications submitted after April 20, 1998, use the post-control n_msom PTE emissions to am*m_,s_:m n>_<_ applicability. For Title V permit renewal applications (submittals.will begin in
. -2002), the CAM applical a. wil be based on th pre-control device PTE. .

@ South Coast Air Quality z_msmmm_.:ma District, Form 500-H ﬁoom 02)
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50U Coost A Guaity e APPLICATION FOR R@gMIT TO CONSTRUCT
Diamond Bar, CA 91765 : AND PERMITTO OP TE
FORM 400 - A

L]

!

(909} 396-2000
on-Title V Facilities: This form must be accompanied by one or more 400-E-xx series form(s). Complete | NC/NOV NUMBER:
his side of form only,

itle V Facilities: Complete both sides of this form, Include additional forms as necessary. INSPECTOR SECTOR

ISSUE DATE
Section I - Company Information

LEGAL NAME OF OPERATOR [E Irs or [Js. s numBER

Los Angeles Department of Water and Power 9 5 6 0. 0 0 7 3. 6

PERMIT TO BE ISSUED TO (SEE INSTRUCTIONS) Los Angeles Department of Water and Power A

L

BUSINESS MAILING ADDRESS ' i
! 111 North Hope Street, Room 1050, Los Angeles, CA 90012

PERMIT MAILING ADDRESS, IF DIFFERENT FROM BUSINESS MAILING ADDRESS

Same
TYPE OF GRGANIZATION .
O Corporation O Limited Partnership [ Government Entity
O 1ndividual [ General Partnership O other (fill ink:
ARE YOU A SMALL BUSINESS? - TH IS YOUR BUSINESS 51 % OR MORE
(SEE INSTRUCTIONS) AVERAGE ANNUAL GROSS RECEIPTS $ > 2 Billion OMANMINORTY OWNEDT
O ves Mo NUMBER OF EMPLOYEES 7,000 O Yes ® No

THIS SECTION IS REQUIRED FOR ALL APPLICATIONS FOR NEW CONSTRUCTION OR MAJOR MODIFICATIONS.
ARE ALL MAJOR SQURCES UNDER SAME QWNERSHIP IN CALIFORNIA IN COMPLIANCE WITH
FEDERAL, STATE, AND LOCAL AIR POLLUTION CONTROL RULES? & Yes & No ,

ARE YOU THE OWNER OF THE EQUIPMENT UNDER THIS APPLICATION? E ves O nNe Oirs or [Js. 5. NUMBER OF OWNER
IF NO, ENTER THE LEGAL NAME OF OWNER

Section II - Facility Information

EQUIPMENT ADDRESS/LCCATION i FACILITY NAME . >
12700 Vista Del Mar : Scattergood.Generating Station
NUMBER/STREET FACILITY ID NUMBER i
Playa Del Rey CA, 90293 ) 8 0 0 0 7 5
CITY OR COMMUNITY ZIP CODE -
PRINT NAME OF CONTACT PERSON TITLE OF CONTACT PERSON
Bruce M. Moore . Manager, Air Quality Group
TYPE OF BUSINESS AT THIS FACILITY PRIMARY SIC CODE FOR THIS FACILITY NUMBER CF EMPLOYEES AT THIS
Electric Generation 4.9 4.0 FaciITY 48
CONTACT PERSON'S TELEPHONE NUMBER CONTACT PERSON'S FAX NUMBER CONTACT PERSON'S E-MAIL ADDRESS
(213) 367 - 3772 {(213) 367 -4710 bruce.moore @ ladwp.com.

Section III - Application Type

. - - PREVICUS PERMIT NUMBER:
DESCRIPTION OF EQUIPMENT: Facility Equipment Under Title V ‘

APPLICATION FOR (SEE INSTRUCTIONS): ARE YOU SUBMITTING MULTIPLE APPLICATIONS FOR
[ NEW CCNSTRUCTION O MODIFICATION [0 CHANGE OF LOCATION EQUIPMENT IDENTICAL TO THAT DESCRIBED ABOVE?
O EXISTING EQUIPMENT WITHOUT PERMIT D CHANGE OF PERMITTEE  [1 CHANGE OF PERMIT CONDITION O Yes ® No
[3 _ EXISTING EQUIPMENT WITH EXPIRED.PERMIT E__ Renew Title V Permit
0 aPPLICATION FOR NON-TITLE V EQUIPMENT PERMIT. CHECK THE SUPPLEMENTAL SERIES 400-E-xx FORM(S) SUBMITTED WITH THIS 400-A FORM:
400-E-1 @ PARTICULATE MATTER (PM,p) CONTROL EQUIPMENT 400-E-13 e INTERNAL COMBUSTION EQUIPMENT
400-E-2 e VOLATILE ORGANIC COMPOUND (VOC) CONTROL EQUIPMENT 400-E-14  » OPEN PROCESS TANK
400-E-3 @ SCRUBBER 400-E-14a & OPEN PROCESS TANK; PROCESS LINE
400-E-4 @ ABRASIVE BLASTING EQUIPMENT 400-E-15  ® PRINTING EQUIPMENT
400-E-6 @ DEGREASER 400-E-16 SOLID MATERIALS STORAGE EQUIPMENT
'400-E-7 & DRY CLEANING EQUIPMENT o 4DC-E-17  SPRAY BOOTH/OPEN SPRAY
4DD-E-§ & ETHYLENE DXIDE STERILIZER 4D0-E-17a » POWDER SPRAY BOOQTH
400-E-9 @ EXTERNAL COMBUSTION EQUIPMENT 400-E-18 & STORAGE TANK (LIQUID-8 GASEOUS MAT'L) *
40C-E-10 » FOOD BROILER/FRYER - 400-E-1% e WAVE SOLDER MACHINE
400-E-11 » FUEL DISPENSING AND STORAGE EQUIPMENT 400-E-20 @ ASBESTOS REMOVAL EQUIPMENT
400-E-12 & GAS TURBINE NONE # ADDITIOMAL INFORMATION SUBMITTED AS REQUESTED ON FORM 400-E-GI

X aPPLICATION FOR TITLE vV FACILITY PERMIT. PROVIDE INFORMATION REQUESTED ON REVERSE SIDE OF TH1S FORM. "

I HEREBY CERTIFY THAT ALL INFORMATION CONTAINED HEREIN AND INFORMATION SUBMITTED WITH THIS APPLICATION IS5 TRUE AND CORRECT

SIGNATURE OF RES IBLE OEFICTAL OF FIRM: . TITLE OF RESPONSIBLE OFFICIAL OF FIRM: )
4 - CHIEF OPERATING OFFICER-POWER SY'S'T'EI\__Q.!';
TYPE OR PRINT NAME OF RESPONSIBLE OFFICIAL OF FIRM: - RESPONSIBLE OFFICIAL'S TELEPHONE NUMBER DATE SIGNED:
; ENRIQUE MARTINEZ . (213) 367 - 4435 /9 128 a2

I HEREBY CERTIFY THAT ALL INFORMATION CONTAINED HEREIN AND INFORMATION SUBMITTED WITH THIS APPLICATION IS TRUE AND CORRECT, ,{)

SIGNATURE OF PREPARER, IFgEABEQ BY PER: JTHER AN RE NSISLE DFFIC!AL OF FIRM: TITLE OF PREPARER:
,.,mﬁ) z Z,OL ENVIRONMENTAL SUPERVISOR

TYPE OR PRINT NAME OF PREPARER, IF PREPARED BY PERSON GTHER THAN RESPONSIBLE OFFICIAL OF PREPARER'S TELEPHONE NUMBER DATE SIGNED:

FIR: (213) 367 - 0443 Id /729 o 3

_ TIMOTHY L. CONKIN

TITLE V FACILITIES ONLY: COMPLETE OTHER SIDE
AQMD AP LICATION!T ACKING # PROJECT # EQUIPMENT CATEGORY CODE FEE SCHEDULE:
USE ONLY ffi 4

, TRV Sy
sty PRI

oy

VALIDATION

3

\'l

b5




ENG.
DATE

A R

ENG.
DATE

‘!v

ASSIGNMENT
UNIT

ENGINEER

ENF,
SECT.

CHECK/MONEY ORDER AMOUNT
# $

FORM 400-A, Rev. 10/97



TITLE V APPLICATION CERTIFICATION
= TO BE COMPLETED BY TITLE V FACILITIES ONLY -

Section IV - Title V Application

1. This is an application for a(n) (Check all appllcable boxes and provide the requested information as appropriate):
a. [] Initial Title V Permit
b. BJd Permit Renewal: Provide current permlt expiration date: _08 / 18 / 04
c. [ Administrative Permit Revision (Check all that apply)
Change of Ownership. (Comptete and attach equipment-specific Form 400-E-xx series forms)
[]1 Change of Facility Information
[] Other, Please specify: _ _
d. [ Other (Complete and attach equipment specific Form 400-E-XX series form(s) to this form if your application
involves permit action for new construction, change of location, non-administrative permit revision, alternative
operating scenario (AOS), permit shield, streamlined permit conditions, or temporary source permit.)
2. Is this facility required to prepare a Risk Management Plan (RMP) for another agency? Yes {JNo

| Section V - Title V Submittal Checklist

| 1. Enter the quantity of each type form submitted in the space provided:

1 S00-A2 0 500-F1
1 5008 0 500-F2
1 500-C1 0 500-F3
0  500-C2 [+ 500-F4
(1) 500-D 1 each Other (specify): ___400-CEQA, 500-H

2. Additicnal information referenced in this application submitted (Check ALL that apply):

a. E Existing Facility Permit

b. [J Preliminary Facility Permit
_c. [0 EFB Report for Year

d [] None

e. [] Other (Specify):

3. Supplemental information included with this application submittal (Check ALL that apply):
a. [ Facility Plot Plan

b. [1 MSDS Sheet(s)
c. X None
d. [J Other (Specify):

30 DAY PUBLIC NOTICE PUBLIC HEARING 45-DAY EPA REVIEW
APPLICATION TYPE START DATE | END DATE DATE START DATE END DATE

INITIAL, RENEWAL & SIGNIFICANT

MINOR & DEMINIMUS

ESTABLISH GENERAL PERMIT

USE THE SECTIONS BELOW FOR TITLE V INITIAL AND RENEWAL APPLICATIONS ONLY:

APPLIC %NG # PROJECT # TYPE EQUTgﬁNT CATEGORY CODE: FEE SCHEDULE: | VALIDATION
_@ _ eco | 92565002, |4
ENG. y ) ¢‘+ ENG. A CLASS ASSIGNMENT ENF. CHECK/MONEY QRDER AMOUNT
DATE | DATE LI+ 5 I 41 UKIT ENGINEER SECT. # $

FORM 400-, A Rev. 10/97



